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vRESUME
La modelisation des systemes geothermiques a puits a colonne permanente consiste en un
probleme couple fortement non-lineaire qui necessite a la fois la determination de la reponse
thermique et hydraulique d'un milieu geologique soumis a des conditions aux limites variables
dans le temps. La modelisation d'un tel systeme peut e^tre fastidieuse et exigeante en termes
de puissance informatique et resulter en un temps de calcul peu pratique. L'objectif general
de la these est de developper un modele numerique rapide et ecace d'un PCP integrant les
phenomenes de diusion-advection de la chaleur et de l'ecoulement de l'eau souterraine en
milieux geologiques fractures.
Premierement, un modele couplant le transfert de chaleur et l'ecoulement des eaux souter-
raines d'un puits a colonne permanente et son milieu environnant a ete developpe a l'aide
d'un reseau de resistances et de capacites thermiques. Cette approche permet de simuler
explicitement les dierentes composantes du puits en geometrie axiale a l'aide d'un systeme
d'equations dierentielles ordinaires gouvernant le transfert de chaleur par advection-diusion
sur le domaine de calcul. Le modele permet de simuler l'operation dynamique du systeme
geothermique et integre un contro^le a trois paliers de la saignee. Pour ce faire, le champ de
vitesse de l'eau souterraine est obtenu par l'application de la superposition temporelle de
l'equation analytique de Theis. Les pompes a chaleur sont integrees dans le modele, permet-
tant de ce fait de tenir compte de l'eet de la temperature d'entree d'eau sur sa capacite et
son coecient de performance. Une solution numerique est obtenue a l'aide d'une methode
d'integration implicite. Ce premier developpement a permis de demontrer que la modelisation
par resistances et capacites thermiques est en mesure simuler les mecanismes d'advection et
diusion de la chaleur et permet de reproduire les resultats d'une solution de reference obte-
nue par la methode des elements nis.
Par la suite, cette me^me approche a ete utilisee de nouveau pour modeliser un puits amenage
dans un milieu geologique comportant une zone de fractures. De la me^me maniere que pour
le champ de temperature, le champ de charge hydraulique en milieu fracture a ete mode-
lise numeriquement en utilisant le concept de resistance hydraulique et d'emmagasinement.
Cette fois-ci, le couplage entre les phenomenes thermiques et hydrauliques est eectue en-
tierement de facon numerique. Le modele permet de predire a la fois la temperature et la
charge hydraulique sur l'ensemble du domaine de calcul. Dans le cadre de ces travaux, il a
ete demontre via une etude comparative que la presence d'une zone de fractures a un eet
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beneque signicatif sur la performance thermique du systeme lorsque la saignee est utilisee.
Les dierences de temperature entre l'aquifere homogene et fracture sont particulierement
importantes lorsque le systeme opere a des debits de saignee typiques. De plus, les solutions
obtenues par le modele developpe sont coherentes avec des solutions de reference numeriques.
En troisieme lieu, une methode sequentielle d'integration basee sur la methode des ondelettes
de Haar a ete developpee an d'accelerer l'integration numerique des modeles de resistances
et capacites thermiques. Plus generalement, cette methode permet de convertir les equations
dierentielles en equations algebriques via une transformee de Haar et integre le probleme
de maniere sequentielle. L'approche originale developpee dans cette these utilise un algo-
rithme permettant d'adapter le pas d'integration sur la base d'une erreur de troncature, ce
qui accelere grandement le processus d'integration. La methode developpee permet donc de
resoudre rapidement les systemes d'equations raides de grande taille et de maniere precise.
Cette methode a ete testee sur trois cas d'etudes : 1) le modele du cylindre source inni, 2) le
modele du puits a colonne permanente et 3) le modele du puits vertical a boucle fermee. Les
resultats demontrent que la methode proposee permet d'obtenir des solutions comparables a
celles obtenues par la methode implicite utilisee par le solver ode15s de MATLAB. De plus,
elle est de 3 a 17 fois plus rapide que cette derniere.
Finalement, les developpements eectues dans le cadre de ce projet de recherche permettent
de mieux simuler et, par consequent, dimensionner les systemes geothermiques a puits a
colonne permanente de facon plus optimale et a des cou^ts de construction moindres. Ainsi,
les conclusions tirees de cette these permettront de presenter la technologie des puits a colonne
permanente sous un jour encore plus favorable.
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ABSTRACT
The modeling of standing column well geothermal systems is a strongly coupled nonlinear
problem that requires both the determination of thermal and hydraulic responses of a geo-
logical environment with time-varying boundary conditions. The modeling of such system
can be tedious and demanding in terms of computing power, and can lead to impractical
calculation times. The overall aim of the thesis is to develop a fast and ecient numerical
model of a standing column well incorporating advection-diusion of heat and groundwater
ow in fractured geological media.
First, a model coupling heat transfer and groundwater ow from a standing column well and
its surrounding ground has been developed using of a network of thermal resistances and
capacities. This approach allows to explicitly simulate the dierent components of the well
in axial geometry using a system of ordinary dierential equations governing heat transfer
by advection-diusion on the computational domain. The model simulates the dynamic ope-
ration of the geothermal system and incorporates a three-level bleed control. To do this, the
groundwater velocity eld is obtained by applying a temporal superposition of the Theis ana-
lytic equation. Heat pumps are integrated in the model, thereby allowing to take into account
the eect of the entering water temperature on its capacity and coecient of performance. A
numerical solution is obtained using an implicit integration method. This rst development
has demonstrated that the thermal resistances and capacities approach is able to simulate
advection and diusion of heat and can reproduce the results of a reference solution obtained
by the nite element method.
Subsequently, this same approach was used again to model a well installed in a geological
medium with a fracture zone. In the same manner as for the temperature eld, the hydrau-
lic head eld in the fractured medium has been numerically modeled using the concept of
hydraulic resistance and storage. This time, the coupling between the thermal and hydraulic
phenomena is done entirely numerically. The model can predict both the temperature and
the hydraulic head over the entire computational domain. As part of this work, it has been
demonstrated via a comparative study that the presence of a fracture zone has a signicant
benecial eect on the thermal performance of the system when the bleed operation is used.
Temperature dierences between a homogeneous and fractured aquifer are especially impor-
tant when the system operates at typical bleeding rates. Furthermore, solutions obtained by
the developed model are consistent with the numerical reference solutions.
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Thirdly, a sequential integration method based on the Haar wavelet method has been deve-
loped to speed up the numerical integration of thermal resistance and capacity models. More
generally, this method converts the dierential equations into algebraic equations using a
Haar transform and integrates the problem sequentially. Moreover, this innovative approach
incorporates an algorithm for adapting the integration step size based on a local trunca-
tion error, which greatly speeds up the integration process. The developed method makes it
possible to quickly and accurately solve large sti system equations. This method has been
tested on three case studies : 1) a model of an innite cylindrical source, 2) a standing column
well model and 3) a model of a vertical closed-loop well. The results demonstrate that the
proposed method provides solutions comparable to those obtained by the implicit method
used by the ode15s solver from MATLAB. In addition, it is 3 to 17 times faster then the latter.
Finally, the developments made in the context of this research project can lead to better
design of standing column well geothermal systems and at lower construction costs. Thus,
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Dans les climats froids, les systemes de chauage occupent un portion importante de la
consommation energetique globale. Au Canada par exemple, le chauage residentielle repre-
sente a lui seul pres des deux tiers de l'energie consommee alors qu'au niveau commercial
et institutionnel, il en represente environ la moitie (RNCAN, 2011). Avec la sensibilisation
croissante face aux problemes environnementaux lies aux changements climatiques, les en-
jeux energetiques ont pris une importance accrue, ce qui a d'ailleurs amene la communaute
scientique a developper des outils ayant pour but d'ameliorer l'ecacite energetique des
systemes de chauage.
Recemment, les sources d'energies renouvelables ont vu leur popularite grimper, notamment
gra^ce aux avancees technologiques dans le secteur des systemes de pompe a chaleur geother-
miques. D'ailleurs, ces systemes ont vu leur utilisation augmenter a un taux annuel de 10%
(Mustafa Omer, 2008) au niveau mondial. Au Canada, le marche de la geothermie a connu
une explosion au cours d'une courte periode suivi d'une tendance a la hausse soutenue dans le
nombre d'installations entre 2005 et 2011 (CCEG, 2012). Plusieurs facteurs ont favorise un tel
engouement : augmentation des cou^ts de l'energie, subventions gouvernementales, popularite
de la certication Leadership in Energy and Environmental Design (LEED) et sensibilisation
au developpement durable. Plus important encore, ces systemes orent un rendement ener-
getique permettant une reduction importante des cou^ts d'electricite.
Les systemes geothermiques s'appuient sur le principe qu'a quelques metres de profondeur
(10 m) la temperature de la terre n'est plus inuencee par les variations de temperature
en surface et est relativement constante (Sanner et al., 2003). La temperature du sous-sol
terrestre est donc plus chaude que celle de l'air en hiver, et plus fra^che en ete. D'une certaine
maniere, le milieu geologique peut-e^tre considere comme une batterie thermique qui emma-
gasine l'energie thermique provenant de l'environnement. Ainsi, les systemes geothermiques
peuvent exploiter la Terre comme source ou rejet de chaleur par l'entremise d'un echangeur
de chaleur souterrain (ECS) et d'une pompe a chaleur (PaC) geothermique, ce qui permet
d'obtenir des coecients de performance (COP) eleves (Banks, 2008).
De maniere generale, un ECS est un ouvrage dans lequel un uide caloporteur circule dans
2une boucle geothermique et echange de la chaleur avec le milieu geologique environnant.
Plusieurs types d'ECS sont disponibles pour eectuer ce travail. On distingue entre autres
les ECS a :
1. boucle fermee verticale ;
2. boucle ouverte ;
3. puits a colonne permanente (PCP).
Les sections suivantes presentent brievement les composantes ainsi que les modes de fonc-
tionnement pour chacun des ECS enumere ci-haut.
1.1 Systemes a boucle fermee verticale
Pour operer, un uide caloporteur (generalement un melange de propylene glycol et d'eau)
circule continuellement dans une boucle fermee verticale (tuyaux en polyethylene haute den-
site) installee a l'interieur d'un puits, dont l'espace annulaire entre la paroi du forage et la
boucle est comble par des materiaux de remplissage (generalement un melange de sable et
bentonite). Ainsi, le transfert de chaleur entre le uide caloporteur et le milieu geologique
se fait essentiellement par conduction. En general, la longueur typique d'un puits en boucle
fermee est de l'ordre de 100 a 200 m de profondeur.
Ces systemes sont a ce jour les plus populaires et les mieux documentes. Au Quebec la pro-
portion de ces systemes representait 82,9% des systemes installes en 2010 (CCEG, 2012). Par
contre, la resistance thermique elevee associee aux puits fait en sorte que ces systemes re-
quierent d'importantes longueurs de forages, ce qui entra^ne des cou^ts de construction eleves.
Bien que des eorts importants aient ete entrepris pour reduire la longueur de forage de ces
ECS, les gains potentiels en termes de reduction des cou^ts de construction sont limites par
les echanges thermiques modestes avec le milieu geologique dans lequel ils sont amenages
(Yavuzturk et Chiasson, 2002).
1.2 Systemes a boucle ouverte
D'un autre co^te, les systemes a boucle ouverte se servent directement de l'eau souterraine
pompee a partir d'un puits d'approvisionnement (25 a 40 m de profondeur) an d'y pui-
ser/injecter de la chaleur. Par la suite, l'eau pompee est reinjectee dans un second puits situe
en aval hydraulique. Ce mecanisme de pompage et d'injection induit un ecoulement de l'eau
3souterraine, entrainant ainsi un transfert de chaleur par advection au sein du milieu geolo-
gique.
Les systemes a boucle ouverte presentent une tres grande ecacite thermique. En eet, lors-
qu'une eau souterraine de qualite est susamment abondante et que le niveau statique de
la nappe phreatique est peu profond, le cou^t d'installation d'un systeme a boucle ouverte
peut e^tre deux fois moins important que celui d'un systeme a boucle fermee (Raerty, 1994).
Cependant, des conditions favorables doivent e^tre presentes puisque l'interference hydrau-
lique entre les puits, importante en milieu urbain du fait de la proximite des puits, limite
l'utilisation de ces systemes.
1.3 Systemes a puits a colonne permanente (PCP)
Les systemes a PCP sont constitues d'un puits ouvert profond (300 a 500 m de profondeur)
amenage au sein de la roche encaissante. Pour operer, l'eau souterraine est pompee a partir
de la base du puits, acheminee vers la PaC, et ensuite reinjectee au sommet du puits. Le
principe de fonctionnement y est illustre a la gure 1.1.
Les PCP presentent une meilleure ecacite thermique que les systemes a boucle fermee ver-
ticale sans e^tre restreints a des conditions hydrogeologiques exceptionnelles comme les sys-
temes a boucle ouverte. En eet, la colonne d'eau du PCP echange directement de la chaleur
par conduction avec le milieu geologique. Il en resulte une resistance thermique relativement
faible comparativement a l'ECS d'un systeme a boucle fermee (Yavuzturk et Chiasson, 2002).
Durant les periodes de pointe, ces systemes peuvent creer une venue d'eau souterraine en
dirigeant une partie de l'eau pompee dans un puits d'injection. Cette operation, appelee sai-
gnee, entra^ne un rabattement dans le puits et induit un ecoulement de l'eau souterraine
dans l'aquifere, favorisant un echange thermique par advection. Qui plus est, la saignee per-
met d'ameliorer momentanement l'ecacite thermique de l'ECS et d'en reduire amplement
la longueur et, par consequent, les cou^ts de construction (Rees et al., 2004). D'ailleurs, un
engouement pour ces systemes de la part de la communaute scientique et de l'industrie com-
merciale a ete observe suite a des succes operationnels aupres d'une vingtaine de systemes
a PCP implantes en Amerique du nord (Spitler et al., 2002; Orio et al., 2005, 2006). Des
analyses numeriques et nancieres ont notamment demontre que la taille de l'ECS pouvait
e^tre de 49% a 78% inferieure avec des systemes a PCP en comparaison a des systemes a
boucle fermee verticale de puissance comparable (O'Neill. et al., 2006). De plus, une analyse
4de cycle de vie sur 20 ans a suggere un cou^t global pouvant e^tre jusqu'a 27% moindre (avec
des parametres nanciers et geologiques propres aux Etats-Unis).
Malgre tout, ces systemes demeurent peu utilises a ce jour. Plusieurs facteurs expliquent une
telle reticence : resistance au changement, reglementation par rapport a l'utilisation de l'eau
souterraine, manque d'expertise et d'outils de modelisation pour les concepteurs.
1.4 Problematique
Les systemes geothermiques sont confrontes a des obstacles importants s'ils veulent augmen-
ter de facon signicative leur part de marche. En eet, les cou^ts initiaux eleves combines a
l'incertitude entourant les performances des systemes freinent leur commercialisation (Pai-
nuly, 2001). Dans cette perspective, le recours a un modele mathematique permettant de
predire la reponse thermique et, par consequent la performance du systeme, est indispensable.
En general, les puits geothermiques sont representes par le modele analytique de la source
lineique innie (SLI) proposee par Kelvin et al. (1882) et repris par Ingersoll et al. (1954)
et Carslaw et Jaeger (1959). Ce modele permet d'evaluer, en milieu homogene inni, la va-
riation de temperature en un point situe a une distance r d'une source lineique innie. Il
existe egalement des modeles similaires a la SLI tels que : la source cylindrique innie (SCI)
propose par Carslaw et Jaeger (1959) qui suppose un ux radial a la paroi d'un cylindre et
la source lineique nie (SLF) (Claesson et Javed, 2011) qui est similaire a la SLI, mais qui
tient compte des eets axiaux.
Bien que ces modeles soient tres utilises pour les puits geothermiques a boucle fermee verti-
cale, ils s'appliquent dicilement aux PCP puisqu'ils ne permettent pas d'inclure l'advection
de la chaleur par l'eau souterraine lors de l'activation de la saignee. D'ailleurs, compte tenu
de la profondeur importante des PCP, il est frequent lors du forage dans le roc d'intercepter
des zones de fracture qui agissent comme chemin d'ecoulement preferentiel pour l'eau souter-
raine. Le couplage entre les phenomenes hydraulique et thermique devient alors necessaire.
De plus, les systemes a PCP peuvent impliquer plusieurs processus complexes :
1. variation temporelle des charges thermiques ;
2. variation de la performance des equipements en fonction de la temperature d'operation
des PaC ;
3. activation de la saignee en fonction de la temperature d'operation des PaC ;
4. interaction thermique et hydraulique entre plusieurs PCP ;
5Par consequent, la modelisation de ces processus est un probleme fortement couple non-
lineaire qui necessite a la fois la determination de la reponse thermique et hydraulique d'un
milieu geologique soumis a des conditions aux limites variables dans le temps. Bien que ce
genre de probleme puisse e^tre aborde aisement par des logiciels commerciaux de modelisation
numerique, la modelisation d'un tel systeme peut s'averer fastidieuse et exigeante en termes
de puissance informatique, resultant en un temps de calcul peu pratique.
Plusieurs auteurs ont recemment propose une methode alternative basee sur le modele de
resistances et capacites thermiques (RCT) pour modeliser le transfert de chaleur par conduc-
tion pure entre un ECS et son milieu geologique environnant (De Carli et al., 2010; Zarrella
et al., 2011; Bauer et al., 2011a,b; Pasquier et Marcotte, 2012, 2014). Cette approche per-
met d'approximer les equations dierentielles partielles (EDP) de la chaleur en un systeme
d'equation dierentielle ordinaire (EDO), facilitant ainsi la resolution du probleme. En vue
de modeliser les PCP, l'approche par RCT peut e^tre utilisee pour inclure l'advection de la
chaleur par l'ecoulement de l'eau souterraine. Cette approche permet notamment de facili-
ter l'integration numerique du probleme des PCP, et d'ameliorer le temps de calcul tout en
conservant un ordre de precision comparable a la methode des elements nis.
1.5 Objectif general de la these
L'objectif general de la these est de developper un modele numerique rapide, ecace et precis
d'un PCP integrant les phenomenes de diusion-advection de la chaleur et de l'ecoulement
de l'eau souterraine en milieux geologiques fractures. Les objectifs speciques resultants de
cet objectif general, et qui sont abordes dans cette these, sont les suivants :
1. developper un modele numerique d'EDO 2D axial d'un PCP par RCT permettant de
simuler l'operation dynamique du systeme ;
2. evaluer l'eet de la presence d'une zone de fracture sur l'operation de la saignee ;
3. developper, sur la base de la methode des ondelettes de Haar, une approche rapide de
resolution numerique du systemes d'EDO obtenu par RCT.
6Figure 1.1 Systeme a puits a colonne permanente.
7CHAPITRE 2
REVUE DE LITTERATURE
L'echange de chaleur entre un PCP et le milieu geologique environnant est un phenomene
complexe en raison du couplage avec l'ecoulement de l'eau souterraine. Cette realite justie
l'emploi de modeles mathematiques permettant de predire la reponse thermique et hydrau-
lique du systeme. Ainsi, une revue des travaux sur les systemes a PCP est presentee dans le
but d'y evaluer la frontiere des connaissances. Il est a noter qu'un nombre limite de contri-
butions concernant la modelisation des PCP est present dans la litterature. Dans ce qui suit,
l'emphase est mise sur deux types d'approches mathematiques : les modeles analytiques et
les modeles numeriques.
2.1 Modelisation analytique d'un PCP
Les modeles analytiques utilisent directement la solution aux equations dierentielles qui de-
crivent les changements dans un systeme sous forme d'une fonction analytique mathematique.
Dans cette section, une revue des solutions analytiques connues a ce jour est presentee.
Modele de Oliver et Braud (1981)
Les premieres etudes portant sur les PCP ont ete menees sur un puits isole du milieu geolo-
gique par un tubage. En considerant une geometrie coaxiale, Oliver et Braud (1981) proposent
une solution analytique au probleme de conduction de la chaleur entre le PCP et le milieu
geologique. Le modele permet donc de decrire la distribution de la temperature du uide
dans le PCP operant en regime permanent. Toutefois, celui-ci ne s'applique pas au systeme a
PCP connu aujourd'hui puisqu'il ne tient pas compte des echanges thermiques par advection
entre le puits et le milieu geologique.
Modele de la SLI
Orio (1994) a analyse le transfert thermique des systemes a PCP en se basant sur la theorie
de la SLI. L'auteur a ete le premier a faire mention de l'operation de la saignee pour ces
systemes geothermiques sans toutefois la modeliser. Selon l'auteur, une saignee de 10% aug-
menterait la conductivite thermique apparente du puits par un facteur de 3 a 5.
8Par la suite, Koenig et Goodhall (2010) ont realise une interpretation d'essai de reponse
thermique eectue sur un PCP de 163 m de profondeur operant sans saignee a l'aide du
modele de la SLI. Ceux-ci ont calcule une conductivite thermique de la roche encaissante
superieure a celle rapportee dans la litterature, et ce, malgre l'absence de la saignee. Il est a
noter que de nombreuses zones de fractures etaient presentes le long du forage. Cela pourrait
indiquer que le transfert de chaleur par advection etait important. Plus tard, Choi et al. (2012)
ont tente d'interpreter un essai de reponse thermique sur un PCP operant avec saignee a l'aide
de la SLI et ont observe une conductivite thermique eective environ 1.5 fois plus elevee avec
une saignee de 10%.
Modele de Yavuzturk et Chiasson (2002)
Yavuzturk et Chiasson (2002) ont modelise la reponse thermique d'un champ de PCP opere
sans saignee a l'aide des g-functions de Eskilson (1987), une fonction de transfert qui permet
de calculer la variation de la temperature a la paroi du forage suite a une extraction ou
injection de chaleur. La temperature du uide entrant a la PaC peut ensuite e^tre predite en
utilisant la resistance thermique du puits. En negligeant le court-circuit thermique entre le
uide ascendant et descendant, celle-ci est associee uniquement a la resistance thermique du
uide, telle que montre a la gure 2.1.
Figure 2.1 Representation de la resistance thermique du PCP, adapte de Yavuzturk et Chias-
son (2002).
9Les auteurs arment toutefois que cette modelisation n'est plus valide lorsque l'on considere
la saignee puisque celle-ci amene un apport d'energie non negligeable par advection, ampliant
ainsi le transfert de chaleur.
2.2 Modelisation numerique d'un PCP
Gra^ce aux avancees technologiques en informatique, les scientiques ont pu developper des
modeles numeriques de plus en plus complexes an de reproduire les phenomenes physiques
naturels. On qualie de methodes numeriques les approches impliquant le recours a des
approximations numeriques aux solutions des problemes mathematiques. La modelisation
numerique est un outil puissant permettant de trouver des solutions numeriques aux equations
dierentielles qui gouvernent les phenomenes thermo-hydrauliques presents dans les systemes
a PCP. Dans cette section, une revue des modeles numeriques developpes connus a ce jour
est presentee. Ensuite, une courte synthese des methodes de resolution est faite.
2.2.1 Modele d'elements nis et volumes nis
Les methodes des elements nis et volumes nis permettent de discretiser l'EDP de transfert
de chaleur sur le domaine de calcul. De facon generale, la methode des volumes nis approxime
le ux de chaleur sur une surface d'un volume ni alors que la methode des elements nis
approxime la temperature aux noeuds d'un element via la forme faible de l'EDP. Ces deux
methodes sont robustes et stables, mais complexes a implementer et necessitent une puissance
informatique importante. Les modeles de PCP qui entrent dans cette categorie sont presentes
ci-dessous.
Modele de Deng (2004)
Deng (2004) a developpe, par la methode des volumes nis, un modele 2D axial d'un PCP
permettant de simuler les comportements hydrauliques et thermiques sous l'eet d'une charge
thermique en regime transitoire. Pour la premiere fois, l'operation de la saignee est simulee.
Par ailleurs, le domaine est separe en deux parties ; soit le puits et le milieu geologique.
Pour le milieu geologique, l'ecoulement de l'eau est gouverne par l'equation de continuite en
conjonction avec la loi de Darcy qui relie la magnitude et l'orientation du ux hydraulique.
Par ailleurs, le modele du puits est exprime avec cette me^me equation, mais avec une legere
modication puisque la relation entre le ux hydraulique et le gradient hydraulique n'est plus
lineaire etant donne la nature turbulente de l'ecoulement a l'interieur du puits. Par conse-
quent, une conductivite hydraulique eective, qui est fonction des proprietes hydrauliques de
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l'eau, et du facteur de friction ont du^ e^tre assignes a l'interieur du puits. Une conductivite hy-
draulique nulle a ete attribuee au tubage an de simuler la surface impermeable de ce dernier.
D'autre part, le mecanisme de transfert de chaleur dans le milieu geologique est gouverne
par l'equation de diusion-advection de la chaleur. Le modele de Deng (2004) considere
egalement une conductivite thermique equivalente du milieu geologique exprimee par une
moyenne ponderee entre la matrice poreuse et l'eau. Le transfert thermique a l'interieur
est exprime a l'aide d'une serie de resistances et de capacites thermiques. Le modele tient
egalement compte du gradient geothermique. Cependant, ce modele est tres lourd et ne
permet pas de simuler aisement des systemes dynamiques complexes.
Modele de Abu-Nada et al. (2008)
Abu-Nada et al. (2008) ont developpe pour la premiere fois un modele numerique par vo-
lumes nis en 3D qui unie le PCP et le milieu geologique. Celui-ci permet d'obtenir les
temperatures d'operation a l'entree de la PaC en solutionnant les equations de Navier-Stokes
couplees a l'equation d'energie pour le PCP et le milieu geologique, ici considere poreux,
homogene et isotrope. La permeabilite du milieu geologique du modele est denie en fonction
de la porosite du domaine et du diametre moyen des grains de sol. Or, pour simuler l'eau
du puits, la porosite a ete assignee a une valeur unitaire. Le modele developpe integre des
conditions aux limites qui introduisent pour la premiere fois les variations des temperatures
saisonnieres. De plus, les auteurs considerent que les parois des conduites d'injection et de
refoulement sont des surfaces adiabatiques et impermeables. La resolution des equations de
Navier-Stokes en 3D est cependant un processus laborieux et engendre un cou^t de calcul eleve.
Ce modele considere egalement l'operation de la saignee. Lorsque celle-ci est en cours, une
condition de vitesse entrant dans le milieu poreux a la frontiere superieure de la geometrie
est ajoutee et la paroi du forage devient permeable. Cette vitesse a ete denie comme etant le
debit de la saignee divise par une surface circulaire d'inltration de trois metres de diametre
autour du PCP.
Modele de Liu et al. (2009)
Liu et al. (2009) ont developpe un modele numerique 3D de type volumes nis qui permet
d'obtenir une solution numerique des temperatures d'operation a l'entree de la PAC. Cepen-
dant, cet article est un compte-rendu d'une conference et le coeur de son modele n'est pas
explicitement decrit. Pour les me^mes raisons qu'evoque Deng (2004), le modele est separe en
11
deux parties correspondant a l'interieur et a l'exterieur du puits. On y retrouve les hypotheses
suivantes :
1. la matrice rocheuse est consideree poreuse et continue, et l'ecoulement obeit a la loi de
Darcy ;
2. la phase solide et la phase liquide dans l'aquifere sont en equilibre thermique ;
3. l'ecoulement regional est nul ;
4. il n'y a aucune source de chaleur dans l'aquifere ;
5. l'eet d'un gradient geothermique est pris en compte ;
6. l'aquifere est homogene et ses parametres thermiques et hydrauliques sont constants.
La resolution des equations se fait en deux parties distinctes. L'algorithme utilise par les
auteurs solutionne premierement le champ hydraulique, puis le champ thermique pour l'en-
semble de la geometrie. Le calcul se divise en deux regions separees par la paroi du forage. Le
ux thermique a la paroi du forage dans le modele du puits est d'abord calcule, puis deni
comme condition aux limites pour le modele de l'aquifere. Enn, il n'y a aucune mention de
la saignee par les auteurs.
Modele de Park et al. (2010)
Park et al. (2010) ont developpe, par la methode des volumes nis, un modele numerique axial
gouverne par les equations de Navier-Stokes et le bilan d'energie. Le milieu geologique est
considere comme un milieu poreux equivalent ou les proprietes thermiques et hydrauliques
sont speciees. Ce modele permet egalement de simuler les eets de la saignee. En eet,
lorsqu'un debit de pompage superieur au debit d'injection est impose, une venue d'eau dans
le puits est engendree. Enn, ce modele integre egalement l'eet d'un gradient geothermique.
Modele de Ng et al. (2011)
Ng et al. (2011) ont developpe un modele 3D par methode des volumes nis qui simule pour la
premiere fois les composantes thermiques et hydrauliques d'un champ de PCP operant avec
la saignee. Encore une fois, ce modele est compose de deux sous-modeles : le PCP et le milieu
geologique. Le PCP est ici traite comme un reseau nodal 1D. Il est ensuite implemente dans le
modele du milieu geologique 3D via un terme source, ce qui permet de simuler plusieurs PCP.
Les auteurs mentionnent cependant que le temps de calcul necessaire pour simuler plusieurs
PCP augmente tres rapidement avec le nombre de PCP.
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Modele de Croteau (2011)
Croteau (2011) a developpe, avec le logiciel commercial COMSOL, un modele numerique
2D axial par la methode des elements nis (Fig. 2.2) qui couple les phenomenes thermiques
et hydrauliques. Le modele propose permet de predire les temperatures d'operation d'un
systeme a PCP sous l'inuence d'une charge thermique variable dans le temps. Le milieu
geologique est considere ici comme un milieu poreux equivalent ou les proprietes thermiques
et hydrauliques sont prescrites. Pour simuler l'eau du puits, la porosite et la conductivite
hydraulique du domaine ont ete assignees a une valeur unitaire et a 300 m/s respectivement.
Le modele developpe integre les parois des conduites d'injection et de refoulement en geo-
metrie coaxiale. Pour la premiere fois, ce modele permet d'integrer un processus de contro^le
de la saignee. Les variations des temperatures saisonnieres et le gradient geothermique sont
egalement consideres.
Figure 2.2 Illustration du maillage sur le domaine d'etude, tire de Croteau (2011).
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De plus, Croteau (2011) a etudie l'eet de la presence d'une couche poreuse conductrice
representant une zone de fractures sur les performances du systeme. Pour une injection de
chaleur constante de 70 kW pendant 72 heures, l'auteur a observe que la presence d'une
seule zone de fractures au sein de la roche encaissante a un eet beneque signicatif sur
l'operation de la saignee. Des dierences de temperature entre le modele homogene et le
modele fracture de 3,2 C et 0,84 C ont ete observees pour des taux de saignee de 10% a
20%, respectivement.
Modele de Nguyen et al. (2012)
En partant du modele de Croteau (2011), Nguyen et al. (2012) ont propose un modele de
PCP integrant un contro^le de la saignee a trois paliers. Cette fonctionnalite a ete implementee
a l'aide d'une fonction par paliers qui denit trois niveaux de saignee. De plus, une sequence
d'arre^t des PaC a ete ajoutee aux fonctionnalites. Celle-ci permet de desactiver sequentielle-
ment les PaC an de permettre a la temperature de l'eau a l'interieur du puits de se stabiliser.
Ainsi, le modele permet de simuler l'operation dynamique d'un systeme a PCP regi par
deux procedures de contro^le qui s'activent selon la temperature de l'eau entrant a la PaC.
Les resultats montrent que ces deux procedures de contro^le permettent de maintenir les
temperatures d'operation du uide dans la plage de fonctionnement de la PaC.
2.2.2 Modele de dierences nies
La methode des dierences nies permet de discretiser l'EDP de transfert de chaleur sur le
domaine de calcul en approximant la derivee de la temperature par des dierences nies.
Cette methode est facile a implementer et demande une puissance informatique moindre que
les methodes d'elements nis ou de volumes nis. Les modeles de dierences nies de PCP
connus a ce jour sont presentes ci-dessous.
Modele de Yuill et Mikler (1995)
Yuill et Mikler (1995) ont ete les premiers a proposer un modele numerique quasi-2D axial
qui decrit les echanges thermiques d'un PCP avec le milieu geologique sous l'inuence d'un
gradient hydraulique cause par le pompage. La distribution en regime permanent des ux
hydrauliques aux abords du puits en conditions de pompage et d'injection (positif au fond
et negatif au sommet) est decrite analytiquement. Le transfert de chaleur est gouverne par
l'equation 1D de diusion de chaleur corrige par un facteur d'eau souterraine. Une solution
numerique a ete obtenue par la methode des dierences nies. On y retrouve les hypotheses
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suivantes :
1. le milieu est homogene et isotrope ;
2. le ux de chaleur et le ux hydraulique sont radiaux ;
3. l'ecoulement dans le puits est laminaire ;
4. il n'y a pas d'ecoulement regional.
Toutefois, le modele presente ne permet pas de modeliser la saignee. La gure 2.3 illustre le
regime d'ecoulement a l'interieur du PCP.
Figure 2.3 Distribution des ux hydrauliques aux abords du puits a PCP opere sans saignee,
adapte de Yuill et Mikler (1995).
Modele simplie de Deng (2004)
An de diminuer le temps de calcul, Deng (2004) a propose un modele simplie 1D axial
par la methode des dierences nies qui simule uniquement la composante thermique dans le
milieu geologique. D'autre part, le puits est modelise par un noeud unique correspondant a
la temperature moyenne du PCP. La variation temporelle de la temperature a ce noeud est
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exprimee par un bilan d'energie a l'interieur du puits.
Deng (2004) a egalement etudie le cas ou l'eau souterraine s'ecoule dans une seule fracture
presente au sein d'une matrice rocheuse impermeable a l'aide du modele simplie. Dans ce
cas, l'eau de saignee contourne la matrice et entre directement dans le puits a la temperature
non-perturbee.
Les resultats obtenus suggerent que l'operation de la saignee serait plus ecace en absence de
zones de fractures. Cette conclusion est pourtant contre-intuitive puisqu'une venue d'eau sou-
terraine a la temperature non-perturbee devrait e^tre beneque pour le systeme. Par ailleurs,
l'auteur mentionne que des etudes additionnelles combinant le transfert de chaleur et l'ecou-
lement de l'eau souterraine en milieux fractures seraient beneques.
Modele de Lee (2011)
Lee (2011) a etudie l'inuence de l'ecoulement regional de l'eau souterraine sur la performance
des systemes a PCP. Pour ce faire, l'auteur a propose un modele numerique 3D par la methode
des dierences nies dans lequel les phenomenes thermohydrauliques sont representes par les
equations de continuite et de Darcy, ainsi que l'equation de diusion-advection de la chaleur.
Le modele considere un milieu heterogene d'un aquifere conne par une couche superieure
de mort terrain et un aquitard a sa base. Pour simuler l'ecoulement regional, un gradient
hydraulique est impose aux frontieres limites du modele. Les resultats obtenus par Lee (2011)
suggerent que l'ecoulement regional de l'eau souterraine contribue a ameliorer la performance
du systeme lorsque l'aquifere est tres permeable.
Modele de Woods et Ortega (2011)
Woods et Ortega (2011) ont propose un modele numerique represente en 3D en geometrie
cartesienne an d'y etudier le comportement thermique d'un groupe de PCP place sur une
ligne innie. Pour ce faire, la methode des dierences nies a ete utilisee pour discretiser
l'equation de conservation d'energie. An de faciliter le probleme, la geometrie circulaire du
puits a ete converti en un puits equivalent carre et des lignes de symetries ont ete utilisees.
Pour cette raison, l'operation de la saignee n'a pas ete consideree. Les resultats obtenus
indiquent que l'espacement entre les puits est un facteur important et que plus les puits sont
rapproches, plus la performance du systeme est degradee. Selon leurs resultats, une ligne de
puits de 0,1 m de rayon, espacees de 5 metres et operant pendant 1000 heures consecutives,
par exemple, aurait une degradation 12% a la n par rapport a un puits isole.
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Modele de Ramesh et Spitler (2012)
Ramesh et Spitler (2012) presentent un modele quasi-2D ou le PCP et le milieu geologique
sont combines en un seul reseau nodal. Par ailleurs, l'equation 1D d'advection-diusion de la
chaleur est discretisee pour chacune des couches horizontales par la methode des dierences
nies. Pour simplier le probleme, les couches horizontales sont connectees uniquement aux
noeuds correspondant aux uides dans le PCP.
Tout comme Deng (2004), Ramesh et Spitler (2012) ont analyse l'inuence de l'ecoulement de
l'eau souterraine en milieux fractures et obtiennent les me^mes conclusions que Deng (2004).
Les auteurs n'ont cependant pas modelise l'ecoulement souterrain, un aspect important dans
la distribution verticale des ux hydrauliques. Par ailleurs, ce modele est presente dans un
compte-rendu d'une conference ou plusieurs details sont omis, ce qui rend dicile la repro-
duction des resultats.
2.2.3 Methodes d'integration numerique
Les modeles numeriques tels que presentes precedemment ne peuvent e^tre resolus par calculs
symboliques en raison de leur complexite. Pour des raisons pratiques, une approximation
numerique de la solution est souvent susante. Etant donne qu'une revue approfondie des
methodes d'integration numerique developpees a ce jour depassent le cadre de ce projet de
recherche, la section suivante presente brievement trois types de methodes : 1) les methodes
sequentielles, 2) les methodes spectrales et 3) les methodes par ondelettes.
Methodes sequentielles
Les methodes d'integration numerique les plus utilisees pour resoudre des problemes a so-
lutions initiales sont de type sequentielle, soit pas de temps par pas de temps. De maniere
generale, ces methodes approximent une nouvelle solution, notee yn+1, en avancant d'un pas
de temps h sur une ligne de tangente a partir d'une solution precedente, notee yn. En regle
generale, plus le pas de temps h est petit, plus l'erreur d'estimation sera petite. Ainsi, une
approximation numerique de la solution recherchee est alors obtenue de facon sequentielle.
On distingue deux grandes familles de methodes sequentielles, soit les methodes explicites,
qui utilisent l'information provenant des solution precedentes uniquement, et les methodes
implicites, qui utilisent a la fois l'information provenant des solution precedentes et actuelles.
Dans leur forme la plus simple, on retrouve la methode explicite d'Euler et la methode im-
plicite d'Euler arriere d'ordre 1 (Stoer et Bulirsch, 2002).
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Pour ameliorer l'ordre de precision, certaines methodes telles queAdams-Bashforth/Adams 
Moulton, BDF et NDF utilisent plusieurs solutions precedemment calculees pour determi-
ner yn+1. Ces methodes appelees a pas-multiples sont, par construction, plus precises que les
methodes d'Euler, mais aussi plus cou^teuses en termes de calculs. D'autres types d'approches
consistent a utiliser plusieurs points intermediaires entre yn et yn+1. Celles-ci appartiennent a
la famille Runge-Kutta et on y retrouve notamment la methode bien connue Runge-Kutta
d'ordre 4 implementee dans plusieurs algorithmes (Cash, 2003).
Lorsque les equations dierentielles sont raides et non lineaires, il est recommande d'utiliser
des methodes implicites an d'assurer une certaine stabilite numerique. Les methodes im-
plicites sont cependant plus cou^teuses que les methodes explicites puisqu'elles necessitent la
resolution d'un systeme d'equation lineaire (Ax = b) a chaque iteration.
Dans le cas des modeles complexes, le probleme a resoudre est, dans bien des cas, un sys-
teme d'equations dierentielles de grande taille. Dans ces circonstances, la matrice A devient
rapidement de tres grande taille et le calcul de sa matrice inverse A 1 peut devenir lourd
numeriquement, ce qui peut nuire a l'ecacite de l'algorithme. Malgre tout, les methodes se-
quentielles sont tres robustes et permettent d'obtenir des solutions numeriques stables dans
plusieurs problemes de geothermie, tels que les ECS (Zarrella et al., 2011; Pasquier et Mar-
cotte, 2012; Eslami-nejad et Bernier, 2012; Pasquier et Marcotte, 2014).
Methodes spectrales
Les methodes spectrales peuvent e^tre utilisees pour resoudre certains problemes dynamiques
en exploitant le principe de linearite. L'idee consiste a ecrire la solution de l'equation die-
rentielle comme une somme de certaines "fonctions de base". Pour calculer la temperature
du uide d'un systeme geothermique, par exemple, Marcotte et Pasquier (2008); Pasquier et
Marcotte (2014); Nguyen et al. (2015a) ont exprime la fonction de reponse du uide comme
un produit de convolution discrete d'une fonction d'increment et d'une fonction de transfert
specique. Par ailleurs, une solution numerique a ete obtenue par l'utilisation de la transfor-
mation de Fourrier rapide (FFT).
Puisque les methodes spectrales ne sont pas sequentielles, elles ont l'avantage d'e^tre rapides
et ecaces. Bien que Pasquier et al. (2013) ont demontre qu'il etait possible de resoudre
certains problemes non-lineaires, ces methodes ne peuvent e^tre utilisees lorsque la fonction




Au cours des dernieres annees, une nouvelle branche de methodes d'ondelettes a suscite
l'intere^t des chercheurs pour dierents problemes mathematiques. Parmi les familles d'on-
delettes denies par des fonctions analytiques, les ondelettes de Haar etaient parmi les plus
importantes pour leur utilisation dans la resolution d'equations dierentielles (Hariharan et
Kannan, 2013). A la suite des travaux pionniers dans l'analyse des systemes electriques via les
ondelettes de Haar par Chen et Hsiao (1997), les methodes d'ondelettes de Haar ont trouve
des applications dans l'analyse des systemes dynamiques.
De facon generale, l'idee principale derriere la methode des ondelettes de Haar est de conver-
tir des equations dierentielles en equations algebriques via une transformee de Haar, ce qui
simplie considerablement la solution. La methode est directe et fournit une solution pour
tous les pas de temps de facon non sequentielle, comme les methodes spectrales auxquelles
elle s'apparente. Les principaux avantages de cette approche sur les methodes sequentielles
conventionnelles sont la simplicite, l'utilisation de matrices creuses et la transformation ra-
pide (Hariharan et Kannan, 2013).
L'ecacite et la robustesse de la methode des ondelettes de Haar a depuis ete demontree
a de nombreuses reprises pour resoudre dierentes equations dierentielles (Hsiao et Wang,
1999; Lepik, 2005, 2008; Siraj-ul-Islam et al., 2010) et plus particulierement pour les equations
raides (Hsiao et Wang, 2001; Bujurke et al., 2008; Lepik, 2009). La methode des ondelettes de
Haar est egalement bien adaptee pour resoudre les problemes aux conditions limites, puisque
celles-ci sont automatiquement prises en compte.
Malgre ces avantages, la methode d'ondelettes de Haar n'a pas encore ete utilisee pour trai-
ter des systemes d'equations dierentielles de grande taille. Naturellement, la methode des
ondelettes de Haar rencontre les me^mes limitations que les methodes sequentielles implicites
dans ces cas. En eet, elle genere d'enormes matrices dont la taille est proportionnelle au
nombre d'equations et a la resolution temporelle de la solution recherchee. Ces matrices de-
viennent alors quasi singulieres et, par consequent, leur inverse ne peut pas e^tre evaluee avec
precision et de facon ecace. Pour reduire la complexite de calcul, Lepik (2005) a propose
de diviser l'intervalle d'integration en petits segments de longueur egale. Pour les systemes
raides d'EDO, cependant, les methodes a pas constants sont rarement appropriees.
19
CHAPITRE 3
DEMARCHE DE L'ENSEMBLE DU TRAVAIL DE RECHERCHE ET
ORGANISATION GENERALE DE LA THESE
3.1 Apercu du document
Cette these s'articule autour d'un theme commun qu'est le developpement d'un outil de
modelisation des PCP par l'approche RCT, en vue d'y evaluer de facon rapide et ecace
l'evolution de la reponse du champ thermique et hydraulique pour une simulation donnee.
La presente these est composee de 8 chapitres, et ce, incluant les deux precedents.
Dans un premier temps, le chapitre 1 presente une mise en contexte des sujets abordes dans
cette these, suivi de l'objectif general et des objectifs speciques de la recherche. Le chapitre
2 presente une revue de la litterature des travaux realises en lien avec la modelisation des
PCP. Le present chapitre presente la demarche de l'ensemble du travail de recherche, le theme
commun a l'ensemble du travail et l'organisation generale de cette these.
Le chapitre 4 porte sur la modelisation d'un systeme a PCP operant sous un contro^le a trois
paliers de la saignee. Qui plus est, un modele multiphysique couplant le transfert de chaleur
et l'ecoulement des eaux souterraines d'un PCP et son milieu environnant a ete developpe par
RCT. Le champ de vitesse de l'eau souterraine est obtenu par l'application de la superposition
temporelle de l'equation analytique de Theis. Les pompes a chaleur sont integrees dans le
modele, permettant de ce fait de tenir compte de l'eet de la temperature d'entree d'eau sur
sa capacite et son coecient de performance. Une solution numerique est obtenue par un sol-
veur d'equations dierentielles ordinaires commercial. Ce premier developpement a permis de
demontrer que l'approche RCT est en mesure de simuler les mecanismes d'advection-diusion
de la chaleur, et permet de reproduire les resultats d'une solution de reference obtenue par la
methode des elements nis. Ces travaux sont presentes sous la forme d'un article scientique
(Nguyen et al., 2015c).
Le chapitre 5 presente des travaux dont l'extension est directement en lien avec le chapitre 4
et porte sur l'evaluation de l'impact de l'ecoulement de fracture sur un systeme a PCP ope-
rant avec la saignee. Pour ce faire, l'approche RCT a ete utilisee de nouveau pour modeliser
un PCP installe dans un milieu geologique comportant une zone de fractures. De maniere
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similaire, la solution numerique du modele est obtenue a l'aide d'un solveur commercial. Le
modele permet de predire a la fois la temperature et la charge hydraulique sur l'ensemble du
domaine de calcul. Des simulations ont ete eectuees pour des cas d'aquiferes homogenes et
fractures. Dans le cadre de ces travaux, il a ete demontre que la presence d'une zone de frac-
tures a un eet beneque signicatif sur la performance thermique du PCP. Les dierences de
temperature entre l'aquifere homogene et fracture sont particulierement importantes lorsque
le systeme opere a des debits de saignee typiques. Les solutions obtenues par le modele deve-
loppe sont coherentes avec des solutions de reference numeriques. Ces travaux sont presentes
sous la forme d'un article scientique (Nguyen et al., 2015b).
Le chapitre 6 porte sur le developpement d'une nouvelle methode d'integration numerique
via les ondelettes de Haar pour des systemes d'EDO de grande taille tels que les modeles
presentes aux chapitres 4 et 5. Pour ce faire, le systeme d'EDO est converti en un systeme
d'equations lineaires par une transformation de Haar. An de diminuer le temps de cal-
cul, la methode de segmentation proposee par Lepik (2008) a ete jumelee a un algorithme
d'adaptation des pas d'integration. Cette approche novatrice permet de resoudre facilement
les systemes raides d'EDO de grande taille generes par l'approche RCT pour les echangeurs
geothermiques. L'approche developpee a ete testee sur trois cas d'etudes : 1) le modele du
cylindre source inni, 2) le modele du PCP et 3) le modele du puits vertical a boucle fermee.
Les resultats demontrent que l'approche proposee permet d'obtenir des solutions comparables
a celles obtenues par le solveur ode15s de MATLAB en plus d'e^tre 3 a 17 fois plus rapide en
temps de calcul. Ces travaux sont presentes sous la forme d'un article scientique (Nguyen
et Pasquier, 2015).
Finalement, le chapitre 7 presente une discussion generale portant sur les trois articles consti-
tuant les chapitres 4 a 6 et le chapitre 8 presente les principales conclusions et des recom-
mandations pour des travaux futurs.
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Abstract
A fully coupled multiphysics model involving heat transfer and groundwater ow within
a standing column well and its surrounding ground was modeled by means of a thermal
resistance and capacity network coupled to an analytical solution. The transient groundwater
velocity eld and aquifer drawdown are addressed by applying a temporal superposition
technique to the so-called Theis analytical equation. The heat pumps are integrated into
the model, thereby allowing the eect of its entering water temperature on its capacity and
coecient of performance to be accounted for. To increase the exibility of the approach, a
three-level bleed control and an on-o sequence is included in the model, in order to allow the
simulation of the dynamics of a system operation. The results show that the model developed
in this paper is consistent with numerical reference solutions.
4.1 Introduction
In many countries, ground coupled heat pump systems (GCHPS) are considered to be an
environmentally friendly technology with a wide range of applications such as space hea-
ting and air conditioning for commercial and institutional buildings. Among these systems,
standing column well (SCW) systems, which consist of a deep vertical open borehole lled
with groundwater up to the water table level, have the potential to deliver much higher heat
exchange rates than conventional GCHPS made of vertical closed-loop borehole heat exchan-
gers (BHE) (Yavuzturk et Chiasson, 2002).
In a SCW, groundwater is rst pumped from the base of a well to a plate heat exchanger to
prevent fouling in the heat pump before being re-injected at the top of the same well (Fig. 4.1).
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To help maintain the heat pump's entering water temperature (EWT) within its operational
limits during peak periods, the performance of the system can be enhanced by discharging
part of the pumped water, thereby creating a drawdown that induces groundwater ow to
the SCW. This operation, known as bleed, is a key feature to enhance heat exchange with
the surrounding ground as it includes advection as a heat transport mechanism in addition
to conduction.
Figure 4.1 Illustration of a SCW system.
Some regulatory agencies require to return the bleeding water to the same aquifer through
an injection well. In such case, the injection well should be far enough so that no thermal
short-circuiting occurs with the SCW. Otherwise, the bleed water can be diverted elsew-
here. Multiple bleed levels can be implemented in order to reduce the volume of discharged
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groundwater and limit the aquifer drawdown, or simply to reduce the power consumption of
the submersible pumps, which increases with the lowering of the groundwater level in the well.
In cold climates, the bleed control is sometimes not sucient to stabilize the groundwater
temperature inside the SCW. To prevent the mechanical failure of the heat pumps, an on-o
sequence can be initiated, thereby gradually decreasing the thermal ground load (e.g. shut-
ting down sequentially the building's heat pump compressors) until the EWT returns to a
suitable temperature. During that time, an auxiliary heating system is required.
In recent years, a growing number of SCWs have been installed in regions where geological
and hydrogeological conditions are suitable (Orio et al., 2005, 2006). The increased popula-
rity of such systems is due to the high thermal eciency of SCWs, but also to the fact that
SCWs require less land area than conventional closed-loop systems, an important factor in
urban areas where there is little space between buildings.
Considering the complex underground thermal and hydraulic processes of SCW systems, va-
rious numerical models using nite volume and nite element methods were developed (Deng,
2004; Rees et al., 2004; Abu-Nada et al., 2008; Ng et al., 2011; Croteau, 2011). However, these
numerical models are computationally too heavy to be used in hourly simulation programs
or design tools. Therefore, they are often simplied in actual designs by rules of thumb or
approximations. This is why, recent research eorts have focused on the development of sim-
plied models for SCW systems (Deng et al., 2005; Ramesh et Spitler, 2012; Nguyen et al.,
2013).
Deng et al. (2005) used a 1D nite dierence aquifer model, thus considering a uniform heat
ux and temperature along the borehole wall. Furthermore, the borehole is modeled as a
single node and the temperature of this node is approximated by the arithmetic mean value
of the entering and leaving water temperatures. As a result, Ramesh et Spitler (2012) mentio-
ned that the thermal short-circuit between the upward and downward uid is not adequately
accounted for.
In order to substantially reduce the computation cost of modeling the underground heat
transfer problem without further simplications, the system can be described as a network
of thermal resistances and capacities, thereby transforming the advection-diusion partial
dierential equation into a system of ordinary dierential equation (ODE). Several authors
have proposed this method to model the thermal energy transfer between the various compo-
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nents of a closed-loop borehole heat exchanger under the assumption of pure heat conduction
(De Carli et al., 2010; Zarrella et al., 2011; Bauer et al., 2011a,b; Pasquier et Marcotte, 2012,
2014; Eslami-nejad et Bernier, 2012).
Ramesh et Spitler (2012) recently used a similar approach for a quasi two-dimensional SCW
where the borehole is 2D and the surrounding ground is 1D. The authors attempted to ade-
quately model the thermal short-circuit between the injected and pumped water inside the
SCW and to improve Deng's simplied 1D model. In their model, Ramesh et Spitler (2012)
neglected the transient hydraulic head variation in the aquifer by assuming that a drawdown
cone around the well is instantly developed, which sometimes take a few days in aquifers.
This paper presents a dynamic 2D axisymmetric thermal resistance and capacity model
(TRCM) that couples transient heat transfer and groundwater ow in a SCW system. The
integration of the transient component of the groundwater ow allows to take into account
the temporal evolution of the groundwater velocity eld and the well drawdown during bleed
operations, an original contribution to the eld. To increase the exibility of the proposed
approach, a three-level bleed control as well as a heat-pump on-o sequence is also incorpo-
rated into the model. This work is an extended presentation of the work done by Nguyen
et al. (2013) as it introduces additional features and presents original validation scenarios.
4.2 Methodology
In the following section, the approach used to construct the model is presented with su-
cient details to allow the interested reader to reproduce the results presented hereinafter. To
simplify the complex heat and mass transfer process involved in a SCW, the real geometry
described in Fig. 4.1 was simplied to the geometry presented in Fig. 4.2 and all developments
presented in this section are based on the following assumptions :
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Figure 4.2 Simplied geometry of a SCW system based on the model assumptions.
1. The bleeding ow is not reinjected into the aquifer. This assumes that either 1) the
injection well is far enough so that no thermal short-circuiting occurs or 2) the bleeding
ow is diverted elsewhere (e.g. storm sewer).
2. Only one SCW is considered ; there is no thermal nor hydraulic interaction.
3. The aquifer is conned, fully saturated, homogeneous, innite and obeys Darcy's Law.
4. The ow direction in the model is known a priori and can't be reversed as illustrated
in Fig. 4.2.
5. The ow inside the SCW is vertical and fully turbulent. This assumption is valid since
the Reynolds number inside the well is usually above 10 000 in normal operation condi-
tions.
6. There is no regional or vertical groundwater ow in the aquifer.
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7. The ow in the aquifer is either radially convergent to the well, or inexistent if the bleed
is not activated.
8. The domain extending below the well is not considered.
9. The heat pumps are connected in parallel.
10. When the EWT reaches the temperature limits of the heat pumps, some heat pumps
are deactivated. In such conditions, an auxiliary heating or cooling system is used to
meet the building energy demand.
11. The modeling of a plate heat exchanger, which is usually installed between a heat pump
and the well, is not considered in this model.
4.2.1 Heat transfer model
For a given control volume, the temperature T (K) variation over time t (s) and space is




= Qin  Qout (4.1)






where T is the temperature dierence (K) and R is the thermal resistance (K=W ) between
two connected nodes. The SCW and its surrounding ground can be discretized into a nodal
network of interconnected thermal resistances as illustrated in Fig. 4.3.
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Figure 4.3 Illustration of the capacity distribution { control volume network.










8 j = 1:::n (4.3)
where n is the total number of nodes in the network, j is the node index, nj is the number
of neighboring nodes to node j and k is the index of the neighboring node.
Given the coaxial symmetry of a SCW, the domain can be divided into several sub-domains
to allow the dierent components of the well to be accounted for as illustrated in Fig. 4.4.
For the discretization, each sub-domain is then divided radially into nr annular regions and
vertically into nz layers of interconnected radial (R) and vertical ( ~R) thermal resistances as
illustrated in Fig. 4.5. However, to solve Eq. 4.3, one rst needs to evaluate Cj and Rk for
each node.
4.2.2 Thermal capacity
Transient heat transfer in the model is simulated by introducing a thermal capacity to each
node, which corresponds to its surrounding control volume. As illustrated in Fig. 4.3, the
capacities Cj (J=K) associated with each node j are distributed throughout the network as
follow :
Cj = jcjvj 8 j = 1:::n (4.4)
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Figure 4.4 Thermal resistances in the radial direction associated with the dierent components
of the SCW.
where j is the density (kg=m
3) and cj is the specic heat capacity (J=(kg K)) associated
to the control volume vj (m
3).





(r2j+1   r2j )
2
(4.5)
where rj is the radial location of node j. For the pipe, outer uid and aquifer sub-domains,
the r value is a function of the discretization and thermal property of the domain and is given
by Pasquier et Marcotte (2012, 2014) :
rj+1 = rje
2kR
n 8 j = np:::nr (4.6)
with k the thermal conductivity (W/(mK)) of the material. Table 4.1 summarizes the para-
meters used in Eq. 4.7 for each component of the SCW.
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Tableau 4.1 Parameters for each component of the SCW.
SCW k R n
components (W/(mK)) (K=W) (-)
Inner Fluid   Rfi nfi
Pipe kp Rp np
Outer Fluid   Rfo nfo
Aquifer ka Rda na
Note that the inner uid in the SCW is assumed to be perfectly mixed radially and is
represented only by two nodes located at r = 0 and along the inner pipe radius rpi, therefore :
rj = 0; j = 1
rj = rpi; j = 2
(4.7)
Furthermore, the model is discretized vertically into nz layers of equal thickness dz. The
node distribution provided by Eq. 4.6 and 4.7 is repeated for each layer, thus providing a
set of sub-resistances. To simulate the correct amount of thermal capacity in the model, the
thickness dz of the rst and last layer in the network is halved. The node's control volume
vj is therefore given by :
vj = Ajdz (4.8)
The heat transfer which takes place at the interfaces between 2 dierent components is parti-
cularly important as it has signicant impact on the outcome of the simulation. Thus, blank
regions with a null radial resistance (R = 0) are squeezed in at the interfaces to prevent the
capacities of 2 dierent components from being mixed within the same control volume. This
ensures that a single material is attributed to each node, which we found particularly impor-
tant when a moving uid is in contact with an immobile material for instance. Although this
method was chosen for its simplicity, other approaches such as a node-centered mesh can also
be applied.
An example of a TRCM is provided in Fig. 4.5 for a case where the SCW system is discretized
into 11 annular regions (including 3 blank regions) and 3 layers (np = nfo = 2; na = 3 and
nz = 3) for a total of 36 nodes, 33 radial and 24 vertical thermal sub-resistances.
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Figure 4.5 An example of a TRCM for a case where the SCW system is discretized into 11
annular regions (including 3 blank regions) and 3 layers (np = nfo = 2; na = 3 and nz = 3)
for a total of 36 nodes, 33 radial thermal resistances and 24 vertical thermal resistances.
Subscript j refers to the node's index.
4.2.3 Thermal resistance
Both the advection and conduction contribute to the thermal energy transport between the
dierent components in a SCW. Due to the dierent heat transfer mechanisms, advective and
conductive thermal resistance must be assigned accordingly in the network. In this section,
the methodology used to express the radial (R) and vertical ( ~R) thermal resistances of each
component of the SCW system is presented. For reasons of clarity, a summary of the sub-
resistances used for each component of the SCW is presented in Table 4.2.
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Tableau 4.2 Summary of sub-thermal resistance for each component of the SCW.
SCW R ~R
components (K=W) (K=W)








































Inner and outer uid resistances
Due to pumping action, the dominant heat transport mechanism in the inner and outer uid
is heat advection. By introducing the heat transfer equation for a uid in motion :
Q = _V cT (4.9)
where _V is the pumping ow rate (m3/s),  is the density of the uid and c is the specic heat
capacity (J/(kgK)), Eq. 4.9 can be rearranged as a function of the velocity of the inner and
















Conservation of mass is used inside the SCW to determine i and o at depth z. Moreover,
32
the uid's radial thermal resistance varies according to the ow regime. As used by Bauer












where Nufi, Nufo, kf and rh are the Nusselt number for the inner and outer uid, the uid's
thermal conductivity and the hydraulic radius of the annulus, respectively. For turbulent ow
in smooth pipes, Nu is obtained with the correlation proposed by Dittus et Boelter (1930) :
Nu = 0:023Re0:8Prn (4.14)
where Re is the Reynolds number and Pr is the Prandtl number. According to Dittus et
Boelter (1930), the exponent n is equal to 0.4 in heating mode and 0.3 in cooling mode. To
simplify the modeling, the exponent n is set to a mean value of 0.35 for both operation mode
as done by Yavuzturk et Chiasson (2002).
Pipe resistance






where rpo and rpi are the outer and inner radius of the pipe (m), kp is the thermal conductivity
of the pipe (W/(mK)) and dz is the thickness of the layer (m).





To reduce the number of nodes and accelerate the solution process, the inside (Ric) and
outside (Roc) convective resistances are lumped together with the pipe resistance, as proposed
by Bauer et al. (2011a), in an equivalent pipe resistance Rpe given by :
Rpe = Ric +Rp +Roc (4.17)
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Aquifer resistance
When bleed occurs, heat transfer in the aquifer is governed by advection and heat conduction.
In this work, an equivalent thermal resistance for the aquifer (Ra) is obtained by combining
a diusive (Rda) and an advective (Raa) resistance under the assumption of a parallel con-
guration (See Fig. 4.4).





where ra is the radius of the aquifer (m), rb is the borehole radius (m) and ka is the thermal
conductivity of the aquifer (W/(mK)). One should note that no lm should form on the bo-
rehole wall due to its high roughness ; therefore the convective resistance along the borehole
wall should tend to zero, thus allowing us to neglect this term.
Heat transfer by advection in the aquifer is due to the bleeding part of the pumped water.





where D(r) is Darcy's horizontal velocity of the aquifer with respect to r, the latter being
governed by the groundwater ow model detailed in the following subsection and A is the
area perpendicular to the ow direction (m2).
The equivalent thermal resistance Ra is obtained by combining both the diusion and advec-










In situations where the groundwater velocity eld is insignicant (i.e. when the system is not
bleeding), Rda becomes small compared to Raa, thus Ra ' Rda.
Finally, assuming there is no vertical groundwater ow in the aquifer, the vertical resistance
~Ra is expressed by :




4.2.4 Groundwater ow model
Groundwater ow is an important element when bleed is activated. In this work, the tran-
sient behavior of the groundwater velocity eld and well drawdown are considered, which is
particularly important if bleed is modulated. In this work, we propose to model transient











where s (m) is the drawdown around a well pumped at a ow rate _V (m3/s), K is the hy-
draulic conductivity (m/s), b is the aquifer thickness (m), T is the transmissivity (m2/s), S
is the storativity (-) and r is the distance from the well (m). Note that Eq. 4.22 is in fact the
widely used line-source solution (Ingersoll et al., 1954; Carslaw et Jaeger, 1959) applied to
the eld of hydrogeology. When applied to groundwater ow, Eq. 4.22 assumes a conned,
fully saturated, homogeneous and innite aquifer.
In a SCW, the net pumping ow rate is in fact the bleeding ow rate B (m3/s). If B is
modulated over time and can be represented by a step function, the temporal superposition
principle (see for example Marcotte et Pasquier (2008); Pasquier et Marcotte (2013)) can be












where nt is the number of time steps and i (1  i  nt) is the time step index.
For an aquifer, the groundwater motion can be described by Darcy's law :




In presence of bleed, the ow in the aquifer is therefore radial while there is no ow at all
in the aquifer if the bleed is not activated. One should note that D(r) act as the coupling
term between the heat transfer model and the groundwater ow model and links Eqs. 4.19
and 4.23. Also, note that the advective thermal resistance (Eq. 4.19) is related to Darcy's
velocity and the groundwater volumetric heat capacity. Therefore, the eect of the bleed on
the heat capacities of the ground is fully accounted for.
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4.2.5 Initial solution and boundary conditions
Initial solution and aquifer boundary conditions
The axial eects were shown to be important for the long-term performance and design of
closed-loop systems (Marcotte et al., 2010). They are expected to be as important for a
SCW system. To account for the vertical variation of the ground temperature associated
with depth, the initial ground temperature distribution is obtained by :




where Tz=0 is the mean surface temperature, qg is the geothermal heat ux and z is the depth.
For simplicity, seasonal variations of the ground surface temperature are not accounted for
since it is assumed that the SCW is buried and quite deep. Therefore, its eect can be
neglected. The far eld temperature is set constant while a prescribed heat ux is set at the
aquifer's bottom boundary. An outow is set at the surface of the ground.
Entering water temperature
The heat pumps EWT correspond to the average temperature of the node's inner uid along







The value of EWT aects the heat pump's performance, commonly associated with its ca-
pacity (CAP ), and its coecient of performance (COP ). The relation between a single stage
heat pump's EWT , COP and CAP is explicitly included in this proposed model. The tem-
perature variation T at the well head is therefore represented by :






where _V is the total pumped ow rate (m3/s), n is the total number of installed heat pumps
and noff is the number of deactivated heat pumps. The management of noff (EWT ) is detailed
in the following subsection.
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Leaving water temperature
The node's temperature corresponding to the outer uid along the rst layer (the annular
region) is set equal to the heat pump's leaving water temperature (LWT ) and is given by :
LWT = EWT T (4.28)
This conguration simulates the interaction between the SCW and the building's heat pumps.
Return - U Loop
Finally, the node's temperature along the last layer of the outer uid are set as an outow
and correspond to the uid's temperature before the loop Tloop. Hence, the temperature of
the nodes along the last layer of inner uid are set equal, which simulates the recirculation
of the groundwater at the bottom of the SCW.
4.3 Simulation strategy
To simulate the operation of the SCW, eorts were directed towards the coupling of a SCW
with the heat pumps installed in a building and the actual building energy load. In the model
presented in this work, the heat pumps were modeled using commercially available perfor-
mance charts, which allow to evaluate the COP as well as the CAP at any time step. The
simulation is then conducted from a set of predetermined building loads, which corresponds
to the energy required to keep a constant EWT on the heat pumps load side (21 C).
Based on the hourly building load, a set of required heat pumps nhp is pre-calculated as a







Thus, it is assumed that an auxiliary heating or cooling system is used to meet the remaining
building energy demand. At each given time step, the three-level bleed control and the on-o
sequence are managed through a function that simulates the dynamic operation of a SCW
system. Subsequently, the current EWT is compared with a set of temperature thresholds
assigned by the user.
Whenever the EWT crosses one of the thresholds that modulates the bleeding rate B, the
corresponding solver's time step is assigned to ti and the temporal superposition of the Theis
function is applied using Eq. 4.23. Then, Raa is recalculated based on Eq. 4.19. An example of
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a three-level bleed function is provided in Fig. 4.6 for a case where a bleed ratio  = B= _V of
5, 10 and 15 % are triggered at 10, 8, 6 C in heating season and 34, 36, 38 C in cooling season.















Figure 4.6 Function used to describe the bleed ratio as a function of the EWT.
To protect the heat pumps against potential mechanical failure, an on-o sequence is activa-
ted when the last temperature threshold is reached, which sequentially deactivates them at
regular intervals. As a result, the current solver's time step is assigned to the toff variable
and a rst heat pump is deactivated (noff = 1). Note that the pumping ow rate remains the
same to allow quick modication of the EWT. If the EWT remains below that temperature
30 minutes after the rst heat pump was deactivated, a second heat pump is shut down
(noff is raised by 1) and a new toff value is assigned as the current time t. This procedure
is repeated until all the installed heat pumps (n) are deactivated (noff = n). During this
process, as soon as the EWT returns to that temperature, all the heat pumps are allowed to
restart, (noff is set back to 0). Note that this approach is only valid for centralized systems.
For clarity purposes, Fig. 4.7 provides an example of an on-o sequence for a system with 4
heat pumps.
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Figure 4.7 Illustration of an on-o sequence for a system with four heat pumps.
The advection-diusion heat equation is simplied to a dynamic system of ODEs, which is
subject to initial and boundary conditions. Note that the network expressed by Eq. 4.3 can
easily be integrated by solvers such as those provided by MATLAB (The MathWorks Inc.,
2011), which allow the temperature to be computed at any node and time step.
4.3.1 Methodology summary
The main computation steps are summarized below :
1. Dene domain's geometry rpi, rpo, rb, ra and h.
2. Set the discretization nfi, np, nfo, na and nz.
3. Use Eq. 4.4 to attribute the thermal capacities Cj.
4. Use Eqs. [4.10 to 4.21] to calculate the thermal resistances Rk in the network.
5. Dene the temperature threshold for the three-level bleed control and the on-o se-
quence.
6. Solve Eq. 4.3 under the constraints presented in the previous subsections.
4.4 Verication scenarios and comparison against a reference solution
In this section, two scenarios are presented to illustrate the various functionalities of the pro-
posed model while two other scenarios compare the approach proposed in this paper against
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a reference nite element model developed in the COMSOL Multiphysics 4.3a environment
by Nguyen et al. (2012).
4.4.1 Scenario A | Short duration simulation
A short simulation of 12 hours of operation under constant heating load was conducted using
parameters presented in Tables 4.3 and 4.4.








Tableau 4.4 Thermal and hydraulic properties.
Inner Pipe Outer Aquifer Units
Fluid Fluid
 1000 1300 1000 2500 kg/m3
cp 4200 1200 4200 800 J/(kg K)
k 0.6 0.15 0.6 2.5 W/(m K)
T - - - 6e-4 m2=s
S - - - 0.03 -
Re 4.9e4 - 1.9e4 - -
For the sole purpose of demonstrating the method proposed in this work, a total of 8 heat
pumps with nominal CAP of 10.5 kW per heat pump (Fig. 4.8) were chosen to meet the
building's energy needs. A constant pumping rate _V of 5.4 L/s is used during the simulation
and a three-level bleed control of  = 1.5, 3 and 4.5 % of the total pumping rate starts when
the EWT crosses the threshold. The on-o sequence starts whenever the EWT reaches 4 C
and 42 C.
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Figure 4.8 Interpolation functions used to describe the capacity (CAP) and the coecient of
performance (COP) of the heat pump used in the simulation.
4.4.2 Scenario B | Annual simulation
Complex dynamic non-linear simulations can be costly in terms of computation time for
nite element models. To demonstrate the potential of the proposed SCW model for its use
in hourly simulation programs or design tools, a dynamic annual simulation was conducted.
This scenario simulates a SCW system operating in a heating-dominant climate. To raise
the ground temperature before the heating season, the system starts to operate around June
in cooling mode. A building load is simulated by a set of required heat pumps with daily
variations presented in Fig. 4.9. The peak cooling and heating loads are respectively 52.5 kW
and 63 kW (5 and 6 heat pumps). To assess the benet of bleeding, comparisons of a SCW
system with and without a bleed control are carried out. The thresholds used are the same
as presented in Fig. 4.6.
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Figure 4.9 Illustration of the corresponding nhp(t) in scenario B.
4.4.3 Scenario C | Eect of bleed
To test and verify the validity of the proposed method to approach advection-diusion type
problems, the EWT values computed by 1) the proposed model and by 2) the reference nite
element model are compared. The accuracy of the model proposed in this work is evaluated
by a mean absolute error (MAE), an unbiased statistical estimator. A set of ve simulations
of 24 hours were investigated :
1. SCW operation without bleed ;
2. SCW operation with constant bleed  = 10 % ;
3. SCW operation with constant bleed  = 20 % ;
4. SCW operation with constant bleed  = 30 % ;
5. SCW operation with multiple level of bleed ((t) = 10 %, 20 % and 30 %) triggered at
6 hours, 12 hours and 18 hours, respectively.
For sake of clarity, the reference nite element model is composed of three dierent materials
(aquifer, pipe and water present in the SCW) and is modeled in a 2D axial symmetry. To
improve accuracy, the far eld extends to 100 m. For stability and precision, a total of 37000
quadratic elements are used to discretize the domain. An illustration of the meshing near the
SCW is shown in Fig. 4.10.
The governing equation describing the groundwater ow in a conned and fully saturated
aquifer under the assumption of an equivalent porous medium is obtained by combining the




+r  (u) = 0 (4.30)
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Figure 4.10 Illustration of the meshing in the nite element model. For clarity, Only the






where u is the Darcy velocity (m=s), K is the hydraulic conductivity (m=s),  is the uid
density (kg=m3), g is the gravitational acceleration (m=s2) , p is the pressure (Pa) and S is
the specic storage (1=Pa).
The water inside the SCW was modeled by assigning a very high value of hydraulic conducti-
vity (300 m/s) and a porosity of 1.0 to that respective domain. Although it would have been
possible to use the Navier-Stokes equation to simulate pure water ow, the Darcy's equation
was chosen for simplicity. A low permeability and porosity were assigned to the domain re-
presenting the impervious pipe (1e-9).




+ Cpu  rT = r  (keqrT ) (4.32)
where keq and (Cp)eq are respectively the equivalent thermal conductivity and volumetric
heat capacity which consider both the properties of the uid and the solid matrix.
The nite element model integrates the building's heat pump and features both the three-
level bleed control and on-o sequence. Further details on the proposed modeling strategy
are described in Nguyen et al. (2012). Finally, the boundary conditions used to simulate the
SCW system in this reference model are summarized in Fig. 4.11.
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Figure 4.11 Illustration of the boundary conditions of the model.
4.4.4 Scenario D | Implementation of bleed control and on-o sequence
A simulation of ve days of operation under various heating and cooling loads was conducted.
The simulation parameters described in section 4.4.1 are used in this scenario.
The SCW system is discretized into 65 annular regions (nr = 65) and 31 layers (nz = 31).
To improve the accuracy, time steps of 60 seconds are taken and a relative tolerance of 1e-4
is set in both models.
4.5 Results and discussion
4.5.1 Scenario A | Short duration simulation
Fig. 4.12 shows the EWT and LWT and the corresponding well drawdown over time. First,
notice the increase of the EWT at the beginning of the operation due to the geothermal
gradient. Next, the three hydraulic head drops corresponding to EWT at 10, 8 and 6 C
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show that the implementation of the bleed operation was successfully achieved by the model.
Also, it indicates that the on-o sequence accurately started at 4C and that a heat pump
subsequently stopped every 30 minutes. One can also note that once the EWT went above
the 4C limit, all the heat pumps were allowed to restart. However, one should appreciate
that this system was not meant to be optimally sized but to demonstrate the functionalities
of the proposed model.
Figure 4.12 a) Evolution of the well drawdown ; b) Corresponding EWT and LWT and c)
number of corresponding heat pumps in scenario A.
4.5.2 Scenario B | Annual simulation
The performance of the system was assessed in terms of percentage of energy delivered by
the SCW system with respect to the building energy demand. For a SCW system operating
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without bleed, the energy delivered by the heat pumps met only 63 % of the annual building
energy demand (see Table 4.5).
Tableau 4.5 Summary of the annual, cooling and heating energy demand provided by the
SCW system as a function of the bleed ratio  for scenario B.
Annual demand Heating demand Cooling demand
(%) (%) (%)
Without bleed 63 46 84
With bleed 90 83 100
However, only 46 % of the heating demand is met during the heating season and 84 % during
the cooling season. For the case where a bleed control of 5, 10 and 15 % is implemented, the
system is able to meet about 90 % of the building's energy demand (83 % in heating and
100 % in cooling). It is clear that when bleed is not used, the system under-performs. This
really shows the benet of bleed as it allows the system to deliver an additional 27 % of the
annual building energy demand. We mention that when a bleed ratio of 10, 20 and 30 % is
used, the energy delivered by the heat pumps met 100 % of the building energy demand. The
resulting EWT and LWT as well as the well drawdown corresponding to  = 5,10 and 15 %
are presented in Fig. 4.13.
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Figure 4.13 EWT and LWT for scenario B a) without bleed, b) with bleed and c) the corres-
ponding well drawdown in scenario B with bleed.
Moreover, the temporal evolution of the ground load is illustrated in Fig. 4.14. When bleed is
used, the EWT reached a maximum value of 40.1 C and a minimum value of 3.5 C, which
are within the operating limits of the heat pumps.
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Figure 4.14 Illustration of the ground load Qg(t) in scenario B a) without bleed and b) with
bleed.
4.5.3 Scenario C | Eect of bleed
For the 24 hour simulation, Fig. 4.15 shows the EWT from the proposed model and the
reference FE model for all the scenarios. One can appreciate the eect of bleed on the EWT as
it considerably enhances the overall heat transfer eciency with the surrounding ground and
helps maintaining lower uid temperatures. Also, Fig. 4.15 indicates that varying the bleed
ow rate over time ((t) line) could be an ecient way to reduce the volume of discharged
groundwater while ensuring a similar range of temperature.
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Figure 4.15 Comparison of the EWT for various bleed ratios in scenario C.
Fig. 4.16 shows a comparison of temperature proles at various depths and radial distances for
=20 % after 24 hours of simulation. One can notice that both models are in close agreement
both spatially and temporally with a MAE of 0.05 C, which corresponds to a relative error of
0.5%. This comparison demonstrates that the TRCM along with the assumptions proposed
in this work can be used to approach a SCW subject to advective and diusive heat transfer
and is accurate enough to reproduce the results of the reference nite element model.
Figure 4.16 Comparison of temperature proles at various depth for  = 20 % at the end of
the 24th hour in scenario C.
4.5.4 Scenario D | Implementation of bleed control and on-o sequence
For the ve-day simulation, the results of the EWT and LWT from the proposed model and
the reference nite element model are compared in Fig. 4.17 a). One can note that both
models are in close agreement throughout the simulation, for both cooling and heating and
that the lines representing the reference and proposed models are almost indistinguishable.
Indeed, the MAE for EWT and LWT is about 0.08 C which is an acceptable dierence
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given the range of temperature variation. Also, the transient well drawdown from both mo-
dels presented in Fig. 4.17 b) shows good agreement as well. The smaller drawdown in the
nite element model is caused by the injection of groundwater in the annular region (Yuill et
Mikler, 1995), which is not considered by the Theis function, thereby providing the aquifer
drawdown only. Despite this minor dierence, this shows that the superposition of the Theis
analytical function can precisely reproduce the evolution of the well drawdown obtained nu-
merically through the nite element model.
Figure 4.17 Comparison between the TRCM and the FEM for a) EWT and LWT ; b) well
drawdown in scenario D.
The LWT variation which occurs when the EWT crosses 4 C during heating mode in Fig.
4.17 is caused by the on-o sequence which subsequently stops a heat pump every 30 minutes.
Note that once the EWT went back above that threshold, all the heat pumps were allowed
to restart if heating was required. These results indicate again that both the bleed control
and the on-o sequence are implemented correctly. Fig. 4.18 a. shows the thermal loads
provided by the heat pumps over time while Fig. 4.18 b. shows the corresponding number of
heat pumps in operation and the actual number of required heat pumps. In this example, the
SCW was unable to meet the entire building's energy demand during the hours 30 to 48. This
comparison implies that the model proposed in this work is accurate enough to reproduce
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the results of the reference nite element model.
Figure 4.18 Temporal evolution of a) energy provided by the system, b) number of active or
required heat pumps in scenario D.
4.6 Conclusion
In this paper, a 2D axisymmetric TRCM of a SCW that couples heat transfer and groundwa-
ter ow was developed to model the thermal and hydraulic response of a single borehole. A
three-level bleed control and an on-o sequence were implemented to simulate the dynamic
operation of a SCW. The transient groundwater velocity eld and the well drawdown were
modeled by applying the temporal superposition technique to the so-called Theis function.
The implementation of multiple bleed levels allows reducing the total volume of groundwa-
ter extracted from the aquifer. Additionally, the drawdown computed during bleed allows
groundwater management. The use of a dynamic ODE system allowed a computation of the
EWT over time. Thus, though it was not presented in this work, this model can allow eva-
luation of the load provided by the heat pumps and their energy consumption. Moreover,
this model was compared against a reference nite element model and showed very good
agreements for both the temperature and the well drawdown. The advantages of this propo-
sed model are its mathematical simplicity and ecient computation. It was shown that the
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use of a bleed control can considerably enhance the overall heat transfer eciency with the
surrounding ground. Annual simulations were also conducted to demonstrate the potential of
the proposed SCW model for use in hourly simulation programs or design tools. The proposed
model can be used to forecast, for a homogeneous aquifer, the performance of the planned
design and control system under dierent building load scenarios.
4.7 Nomenclature
A area (m2)
B bleed ow (m3/s)
C thermal capacity (J/K)
c specic heat capacity (J/(kgK))
COP coecient of performance (-)
CAP capacity (W/unit)
K hydraulic conductivity (m/s)
k thermal conductivity (W/(mK))
H hydraulic head (m)
h length of SCW (m)
Nu Nusselt number (-)
n number of active heat pumps (-) or number of nodes (-)
nhp number of required heat pumps (-)
nj number of neighbors for node j (-)
noff number of deactivated heat pumps (-)
nr total number of regions (-)
nt number of time steps (-)
nz total number of layers (-)
Pr Prandtl number (-)
Q heat ow (W)
r radius (m)
R radial thermal resistance (K/W)
~R vertical thermal resistance (K/W)




tb time of the beginning (or ending)
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of a bleeding operation (s)
toff start time of the on-o sequence (s)
T temperature (C)
_V pumping ow rate (m3/s)
v control volume (m3)
z depth (m)
Greek symbols









aa advection in aquifer
da diusion in aquifer
D Darcy
i time step index
j node index
k neighboring node index
Acronyms
EWT entering water temperature
LWT leaving water temperature
SCW standing column well
TRCM thermal resistance and capacity model
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Abstract
A coupled model of a standing column well is developed to evaluate the inuence of ground-
water ow in fractured aquifers. Heat transfer and groundwater ow within a standing co-
lumn well and its surrounding ground is modeled by means of a resistance and capacity
network. The work demonstrates that the presence of a single fracture zone embedded within
the bedrock has a signicant benecial eect on the performance of standing column wells.
Temperature dierences between the homogeneous and fractured aquifer were particularly
important when the well was operated at typical bleed ratios. The results show that the
model developed in this paper is in good agreement with numerical reference solutions.
5.1 Introduction
A standing column well (SCW) is a type of ground heat exchanger (GHE) forming part of
a ground-source heat pump (GSHP) system and consists of a deep vertical borehole lled
with groundwater up to the water table level. In a SCW, groundwater is usually pumped
from the base of the well through a dip tube and transferred to the building's heat pump
before being reintroduced at the top of the well, in the annular region (Fig. 5.1). During
peak operation periods, the system can discharge part of the pumped groundwater away and
induce a groundwater ow into the SCW, a feature commonly known as bleed. The con-
guration of SCWs coupled with the ability to renew their water content are such that, in
comparison to a conventional vertical closed-loop GHE, they allow signicant reduction in
total required drilling length for a given thermal load, which generally leads to a reduction
of the construction costs of GSHP systems (O'Neill. et al., 2006).
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Figure 5.1 Illustration of a SCW system adapted from Nguyen et al. (2015c).
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SCW systems are, however, more complex than conventional closed-loop GHEs since the
underground heat transfer includes advection in addition to conduction. Various numerical
models were developed to assess their thermal response under a given load (Deng, 2004; Rees
et al., 2004; Abu-Nada et al., 2008; Ng et al., 2011; Croteau, 2011; Nguyen et al., 2012).
In order to simplify the problem, most contributions assumed that the surrounding aquifer
is homogeneous and isotropic. When bleed is activated under this assumption, the induced
groundwater ow is slightly increasing linearly with the depth of the well.
In practice, given the signicant depth of SCWs (i.e 300 to 500 m), it is common when drilling
in bedrock to intercept fracture zones that lead to a local increase of water inow. One might
suspect that these local fracture zones are likely to aect the thermal response of the water
circulating within the SCW after any activation of the bleed.
Only a handful of studies have been conducted to assess the way the hydraulic component
is taken into account in SCW models. The rst work related to this topic was carried out
by Deng (2004), who demonstrated that the aquifer hydraulic conductivity had a marginal
eect on the performance of SCWs. However, this is true only when the aquifer is considered
homogeneous and, in such cases, the hydraulic conductivity inuences only the hydraulic
drawdown.
Deng (2004) also developed a simplied one-dimensional nite dierence model to assess the
inuence of fracture ow on the system's performance using a by-pass approximation where
groundwater bypasses the surrounding ground and comes straight into the borehole at the
undisturbed temperature. According to Deng's results, the performance of the SCW system
is better when groundwater ows only in a homogeneous porous medium than when a similar
ow occurs in a fracture embedded in an impermeable medium. The author mention that this
is presumably because in the medium, the groundwater ow, which enhances heat transfer, is
spread over the surrounding ground volume. This conclusion is quite counter-intuitive since
groundwater inow at undisturbed temperature should be benecial for the SCW system. As
pointed out by Deng (2004), further investigations that combines heat and mass transfer in
the fractures surrounding the SCW are suggested.
To evaluate the inuence of a single fracture on the bleed, Ramesh et Spitler (2012) developed
a quasi-2D nite dierence model and implemented heat advection along certain layers of the
model. According to their results, the performance was signicantly degraded in such cases.
The authors however did not model groundwater ow, an important aspect in the vertical
57
distribution of hydraulic uxes. Therefore, these results cannot be extrapolated to predict
the eect of bleed in fractured aquifers.
Modeling heat exchange between groundwater and fractured aquifers is a complex problem
and hence remains a major challenge. Indeed, estimating heat dissipation in fractured rock
needs a clear understanding of the ow regime along the fractures. Nevertheless, research has
shown that ow in fractured medium in some cases can be reasonably represented by ow
through an equivalent porous medium (Singhal et Gupta, 2010). This would be true when
(a) fracture density is high, (b) apertures are constant rather than varying, (c) orientations
are distributed rather than constant and (d) the interest is mainly on volumetric ow. Under
these conditions, the fracture zone can be simplied to a homogeneous porous layer by using
a continuum approach.
On that note, Croteau (2011) used a fully coupled nite element model for SCW systems
integrating a porous layer representing a fracture zone and obtained results in contradiction
with the results of Deng (2004) and Ramesh et Spitler (2012). For a constant heat injection
of 70 kW over 72 hours, Croteau (2011) noticed that the presence of a single fracture zone
within the bedrock has a signicant benecial eect on the performance of SCWs when bleed
was activated. Temperature dierences between the porous medium model and the fractured
model of equivalent hydraulic conductivity of 3.2 C and 0.84 C were observed when the
SCW was operated at bleed ratios of 10 % to 20 % respectively, which corresponds to typical
bleed percentages. For bleed ratios greater or equal to 30 %, the temperatures of the two
models were virtually identical.
Nguyen et al. (2013, 2015c) presented a fully coupled multiphysics model involving heat trans-
fer and groundwater ow for SCW systems using a thermal resistance and capacity network,
a method adopted by several authors (Zarrella et al., 2011; Bauer et al., 2011b; Pasquier et
Marcotte, 2012), in conjunction with the Theis solution, which was validated against a refe-
rence nite element model. They showed that use of bleed control can enhance considerably
the overall heat transfer eciency with the surrounding ground. Although the original model
is restricted to homogeneous aquifers, the concept of resistances and capacities can also be
applied to represent the hydraulic components of the SCW, allowing the integration of a
fracture zone.
The works presented hereinafter are a direct extension of previous works and aim to present
a model taking into account three layers with dierent hydraulic properties to represent a
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fracture zone. The objectives of this paper are threefold : 1) present a coupled model designed
to account for a fracture zone represented by an equivalent porous medium layer, 2) present a
validation of the model against a reference solution and, 3) assess the inuence of a fractured
zone on SCW systems when bleed is used.
5.2 Methodology
In the following sections, a brief overview of the SCW model will be presented to allow the
reader to understand the contribution presented in this work. For points of detail, the reader
is however referred to the initial papers.
5.2.1 Heat transfer and groundwater ow model
The real geometry described in Fig. 5.1 is represented by the mathematical model illustrated
in Fig. 5.2. Also, note that the injection well is not modeled in this work. This assumes the
bleed ow is not in thermal short-circuit with the SCW. The SCW and its surrounding ground
can then be modeled by a nodal network of interconnected thermal resistances (RT ) and
thermal capacities (C). Using the heat conservation principle, the temperature (T ) variation









8 j = 1:::n (5.1)
where j is the node index, nj is the number of neighboring nodes to node j, k is the index
of the neighboring node and n is the total number of nodes in the network. The schematic
representation of the nodal network for a single node is shown in Fig. 5.3.
The same approach can be applied to model the groundwater motion using hydraulic resis-










8 j = 1:::n (5.2)
It follows that groundwater ow can be described with Darcy's law to determine Darcy's
velocity D :
D =  K  rH (5.3)
One should note that D acts as the coupling term between the heat transfer model and
the groundwater ow model and links the governing Eqs. 5.1 and 5.2. Note that in this
work, regional groundwater ow is considered null or negligible compared to ow induced by
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Figure 5.2 Simplied geometry of a SCW system based on the model assumptions
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Figure 5.3 Scheme of the nodal network for a single node.
bleed operations. Finally, this multiphysics model corresponds to a dynamic system of ODEs
subjected to initial and boundary conditions and can be easily integrated by solvers such as
those provided by MATLAB (The MathWorks Inc., 2011).
Thermal capacity and storage
Each component of the SCW system is discretized using an exponential distribution :





8 j = np:::nr (5.4)
where ro and ri are the outer and inner radius of each component. A thermal capacity and a
storage coecient are attributed to each node, which corresponds to its surrounding control
volume :
Cj = cjvj 8 j = 1:::n (5.5)
Sj = sjvj 8 j = 1:::n (5.6)
where cj is the volumetric heat capacity (J=(m
3  K)) and sj is the specic storage (m 1)
associated to the control volume vj (m









The node's control volume vj is therefore given by :
vj = Ar;jdz (5.8)
where dz is the thickness of the layer.
Thermal and hydraulic resistance
Both advection and diusion contribute to the energy transport between the dierent com-
ponents in a SCW. The radial (Rd) and vertical ( ~Rd) conductive resistances in the SCW










where Dj is either the thermal conductivity kj (W/(mK)) or the hydraulic conductivity Kj
(m/s) and dz is the thickness of the layer (m). Heat advection depends on the groundwater
velocity eld and is taken into account by radial (Ra) and vertical ( ~Ra) advective resistances
in the SCW system :
Ra;j =
1
2rjdz  D(r; t)cs;j (5.11)
~Ra;j =
1
Az;j  D(z; t)cs;j (5.12)
where D is Darcy's velocity (m/s). For the thermal components, the equivalent thermal
resistance Req is obtained by combining both the diusion and advection resistances under










For clarity, a summary of the sub-resistances used for each component of the SCW is presented
in Table 5.1.
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Figure 5.4 Combination of Rd and Ra under the assumption of parallel conguration.
Tableau 5.1 Summary of horizontal (R) and vertical ( ~R) sub-thermal resistances for each
component of the SCW.
SCW R ~R
components (K=W) (K=W)
































Performances of SCW systems are compared for two aquifer cases : 1) homogeneous and 2)
layered with a single thin fracture zone embedded in a porous matrix. In the latter case, the
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equivalent specic storage Ss;eq and hydraulic conductivity Keq are given by :
Keq =





(b  l)  smat + l  sfrac
b
(5.15)
where b is the thickness of the aquifer and l is the thickness of the fracture zone, while the
subscript mat and frac refer respectively to the porous matrix and the fracture zone. The
heterogeneity of the aquifer is determined by dening a contrast ratio  between the matrix










5.2.2 Validation against a reference solution
With the aim to verify the validity of the proposed method for simulating SCW systems in
heterogeneous aquifers, an extended version of the nite element model developed by Nguyen
et al. (2012, 2015c) in Comsol Multiphysics 4.3a is used to generate a reference solution. The
physical, thermal and hydrogeological parameters used are summarized in Table 5.2 and are
typical of fractured sedimentary rock such as limestone or dolomite. Note that the storage
coecients are based on the compressibility of the materials.
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Tableau 5.2 Thermal and hydrogeological properties and geometry for the validation scena-
rios.
Description Symbol Unit Value
Pipe thermal conductivity kp W=(mK) 0.1
Aquifer thermal conductivity ka W=(mK) 2.5
Fluid volumetric heat capacity cs;f kJ=(m
3K) 4200
Pipe volumetric heat capacity cs;p kJ=(m
3K) 1560
Aquifer volumetric heat capacity cs;a kJ=(m
3K) 2500
Pipe hydraulic conductivity Kp m=s 1e-9
Aquifer hydraulic conductivity Keq m=s 1e-6
Fluid specic storage Ss;f m
 1 4e-6
Pipe specic storage Ss;p m
 1 1.3e-7
Aquifer specic storage Ss;eq m
 1 5e-5
Pipe inner radius rpi m 0.06985
Pipe outer radius rpo m 0.0762
SCW radius rb m 0.1016
Aquifer radius ra m 40
Aquifer thickness b m 200
Fractured zone thickness l m 1
Pumping ow rate _V L=min 151
The accuracy of the model proposed in this work to compute the heat pump's entering
water temperature (EWT) is evaluated by the mean absolute dierence (MAD) between the
EWTs obtained by the nite element model and the proposed model. For various bleed ()
and hydraulic contrast ratios (), simulations for SCW systems operating under a constant
thermal impulse of 1 C (temperature dierence between LWT and EWT ) over the course
of 10 days were investigated and are summarized in Table 5.3. Note that in Table 5.3 Kmat
and Kfrac are adjusted so as to ensure in all cases a constant Keq of 1e-06 m=s. Similarly,
Ss;mat and Ss;frac are adjusted so as to impose a constant Ss;eq of 5e-05 m
 1.
5.2.3 Comparison scenario
A bleed ow rate is key to the success of a SCW system, especially in cold climates (Nguyen
et al., 2015c). To assess the impact of the fracture zone on the annual performance of SCW
systems when a bleed control is implemented, a comparison study between homogeneous
and fractured aquifers (contrast  = 1, 100 and 1000) is conducted based on the parameters
presented in Table 5.2.
The assumed building load prole used is typical of a commercial building located in a
northern climate and is illustrated in Fig. 5.5.
65
Tableau 5.3 Description of the scenarios for the validation simulations.
Scenarios   Kmat Kfrac Ss;mat Ss;frac
(-) (%) (m=s) (m=s) (m 1) (m 1)
1 1 0 1e-6 1e-6 5e-5 5e-5
2 1 10 1e-6 1e-6 5e-5 5e-5
3 1 20 1e-6 1e-6 5e-5 5e-5
4 1 30 1e-6 1e-6 5e-5 5e-5
5 100 0 6.7e-7 6.7e-5 3.3e-5 3.3e-3
6 100 10 6.7e-7 6.7e-5 3.3e-5 3.3e-3
7 100 20 6.7e-7 6.7e-5 3.3e-5 3.3e-3
8 100 30 6.7e-7 6.7e-5 3.3e-5 3.3e-3
9 1000 0 1.7e-7 1.7e-4 8.3e-6 8.3e-3
10 1000 10 1.7e-7 1.7e-4 8.3e-6 8.3e-3
11 1000 20 1.7e-7 1.7e-4 8.3e-6 8.3e-3
12 1000 30 1.7e-7 1.7e-4 8.3e-6 8.3e-3
Figure 5.5 Annual building load prole corresponding to a typical commercial building located
in a northern climate.
The total heating demand 80 400 kWh with a peak load of 140 kW while the cooling demand
requires 109 600 kWh with a peak load of 146 kW. The building's heating/cooling demand is
provided by a hybrid system which comprises 4 water to water heat pumps (nominal capacity
of 17.5 kW (5 TONs) per heat pump), an auxiliary electrical heating system and an auxiliary
air to water heat pump. In order to evaluate the heat pump's energy consumption, the relation
between its EWT, COP and CAP is explicitly included in the simulation. For simplicity, the
COP of the auxiliary systems is set to 1 in heating and 3 in cooling. In addition, both the
three-level bleed control and the on-o sequence, proposed by Nguyen et al. (2012, 2015c),
are implemented using the temperature thresholds presented in Table 5.4. The simulation
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Tableau 5.4 Temperature threshold for the annual simulation.
Heating threshold Cooling threshold
(C) (C)
 = 10 % 8 36
 = 20 % 7 38
 = 30 % 6 40
On-O sequence 5 42
strategy works as follows : at each time step, the building load is provided by the heat pumps.
If it exceeds total the heat pump capacity for a given EWT, the remaining load is provided
by the auxiliary system. If at any point the EWT exceeds the heat pumps' operating limits,
the number of active heat pumps is sequentially reduced by 1 until the EWT returns within
the limits prescribed in Table 5.4. Since the heat pump's EWT is calculated at each time
step, one can evaluate the energy consumption at any given time. The performance of the
SCW system in each case is therefore evaluated in terms of the system's energy consumption
(heat pumps and auxiliary system).
5.3 Results and discussion
5.3.1 Validation against a reference solution
Comparisons of the thermal response T at the heat pump's inlet from the proposed model
and the reference nite element model for the set of investigated simulations are shown in Fig.
5.6 for various bleed ratios. First of all, the temperatures computed by the model proposed in
this work visually match the reference solution computed numerically. Indeed, results indicate
very good agreement between the two models for all cases with an average MAD of 0.03 C.
This comparison shows that the proposed model can be used to predict thermal responses







Figure 5.6 Comparison of the thermal response between the proposed model and the reference
solution provided by a nite element model at various  for a) =0 %, b) =10 %, c) =20
% and d) =30 %.
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Subsequently, when bleeding is not considered ( = 0 %), the presence of a single fracture
zone has no impact on the system's thermal response as shown on Fig 5.6a). This is not
surprising since, in those cases, groundwater inow is absent and the dominant heat transfer
mechanism is conduction.
One can note that, in the presence of bleed, the thermal response is notably aected by the
presence of a fracture zone. In fact, SCW operating under a bleed ow rate performs better
when a single fracture zone is taken into account. This eect is emphasized as the contrast
ratio  between the fracture zone and the porous media increases. At larger bleed ratios, the
heat transfer by advection becomes relatively more important, hence a signicant reduction
of the uid temperature is observed for both the homogeneous model and the fracture model.
Therefore, although the benet associated to the fracture zone decreases in absolute terms,
it increases in relative terms with the increase of the bleed ratio.
When bleed is activated, the groundwater ow pattern is dictated by the aquifer model. A
close-up of the velocity prole in the aquifer near the fracture zone (=1000) is illustrated
in Fig. 5.7. This shows that the proposed model is able to compute both radial and vertical
components of Darcy's velocity in the presence of a fracture zone.
Figure 5.7 a) Radial and b) vertical velocity around the fracture zone (=1000) from the
proposed model
Furthermore, one can visually appreciate the temperature dierences induced by fracture
ow in Fig. 5.8 and the impact of the fracture itself on the radial and vertical component of
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Darcy's velocity inside the annulus in Fig. 5.9. This clearly shows that most of the ow comes
from more permeable zones. Notice that vD;z increases with depth due to the contribution of
the radial ow from the aquifer.
Figure 5.8 Temperature prole from the proposed model for a) =1 and b) =1000.
In the presence of a highly conductive fracture zone (high  value), a larger volume of ground-
water close to the undisturbed temperature inltrates the SCW compared to the homogeneous
case. It is therefore not surprising that the system benets from the presence of a fracture
zone. Apparently, these results are contradictory to the results presented by Deng (2004) and
Ramesh et Spitler (2012). These dierences are most likely related to the combined eect of
the models' mathematical dimension, the groundwater ow modeling method and the dif-
ferent assumptions used by the models of Deng (2004) and Ramesh et Spitler (2012), which
are geologically unrealistic.
As for the hydraulic head, the well drawdowns are shown in Fig. 5.10. Notice that, for a given
bleed ratio, all models present the same well drawdown whether the aquifer is homogeneous





Figure 5.9 Distribution of the a) radial and b) vertical components of Darcy's velocity inside
the annulus from the proposed model for =1 and =1000.
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Figure 5.10 Comparison of the well drawdown between the model proposed in this work and
the reference solution provided by a nite element model for various  and .
5.3.2 Comparison scenarios
In these comparison scenarios, the annual evolution of the EWT was computed for all scena-
rios, as illustrated in Fig. 5.11. Notice for all scenarios, the on-o sequence ensures that the
EWT stays within the operating limits of the heat pumps. To compare the overall system
performance, the annual evolution of the electrical consumption from the heat pumps and
the auxiliary system are evaluated and shown in Fig. 5.12. During the high heating periods,
the heat pump's on-o sequence is activated to maintain the EWT in the safe operating limit
of the heat pump. In these periods, the auxiliary system was used to cover the remaining
building demand. As the contrast ratio increases (i.e. the permeability of the fracture zone
increases), the auxiliary energy consumption during the heating season decreases. Although
the capacity of the auxiliary system appears large, recall that this system was not meant to





Figure 5.11 Annual evolution of EWT for a) =1, b) =100 and c) =1000.
Next, the cumulative energy consumption from each system is presented in Fig. 5.13. With
the parameters used, the results clearly indicate that the system is overall more ecient for
=1000 as the energy consumption is lower. When a fracture zone is integrated, the bleed





Figure 5.12 Cumulative electrical consumption for a) =1, b) =100 and c) =1000.
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(cooling). Therefore, heat pumps have a greater capacity and a higher COP and operate
proportionally for a longer period. Consequently, the heat pumps consume more energy but
more eciently and auxiliary energy requirements decrease. This process is accentuated in
the presence of a highly conductive fracture zone. This explains why the heat pump energy
consumption increases from 36305 to 37251 kWh while the energy consumption of the auxi-
liary system decreases from 17 600 to 12 200 kWh in Fig. 5.13 when  increases from 1 to
1000. Identifying specic fracture zones within an aquifer is probably unrealistic for most
geoexchange projects, but the results obtained in this study indicate that fractures don't
adversely aect the behavior of SCW, which should reassure professionals designing a SCW
system. Regarding the bleed control, the average well drawdowns are evaluated at 1.41, 1.39
and 1.34 m for  = 1, 100 and 1000, respectively. This indicates that the system is bleeding
less often as  increases. Despite the fact that the pumping energy consumption is not consi-
dered in this study, it can easily be estimated since the model allows the computation of the
well drawdown at each time step. Given the similar drawdown obtained, the pumping cost is
likely to be similar in all situations. Table 5.5 presents a summary of the energy consumption
and the mean well drawdown for all three scenarios.
Tableau 5.5 Summary of the energy consumption and the mean well drawdown for all three
scenarios.
Scenario #  Auxiliary Heat pumps Total Mean well drawdown
(-) (kWh) (kWh) (kWh) (m)
1 1 17 600 36 300 53 900 1.41
2 100 16 200 36 500 52 700 1.39
3 1000 12 200 37 200 49 400 1.34
5.4 Conclusion
Deep SCWs commonly intercept fracture zones which permit large volumes of groundwater
inow. These fracture zones are susceptible to aect the thermal performance of the system.
In this work, the SCW model developed by Nguyen et al. (2015c) has been extended to ac-
count for a single fracture zone represented by an equivalent porous medium using the theory
of resistance and capacity. This model was compared against a reference nite element model
and showed very good agreements for both the temperature and well drawdown. Moreover,
annual hourly simulations were conducted and the SCW system performances were compared
for homogeneous and fractured aquifers characterized by a single fracture zone.
The results presented in this work are contradictory to the results presented by Deng (2004)
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Figure 5.13 Summary of the total energy consumption for all cases.
and Ramesh et Spitler (2012), which is an important contribution. Indeed, it was shown
that, for an equivalent aquifer hydraulic conductivity, the presence of a single fracture zone is
benecial to the SCW system only when a bleed operation is used. However, in the presence
of a regional groundwater ow, a fracture zone is expected to be benecial even without a
bleed operation. Results from annual hourly simulations indicate that a reduction of energy
consumption of 8 % was achieved when a highly conductive fracture zone was considered. For
SCW systems in fractured aquifer, the proposed model can be used to predict the performance
of the planned design and control system.
5.5 Nomenclature
A area (m2)
C thermal capacity (J/K)
c Volumetric heat capacity (J/(m3K))
COP coecient of performance (-)
CAP capacity (W/unit)
K hydraulic conductivity (m/s)
k thermal conductivity (W/(mK))
H hydraulic head (m)
b aquifer thickness (m)
l fracture zone thickness (m)
n number of active heat pumps (-) or number of nodes (-)
n number nodes (-)
r radius (m)
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Rt thermal radial resistance (K/W)
~Rt thermal vertical resistance (K/W)
Rh hydraulic radial resistance (s/m
2)
~Rh hydraulic vertical resistance (s/m
2)
S storage (m2)
s Specic storage (m 1)
t time (s)
T temperature (C)
_V pumping ow rate (m3/s)
v control volume (m3)
z depth (m)
Greek symbols
 bleed ratio (%)








aa advection in aquifer
da diusion in aquifer
D Darcy
i time step index
j node index
k neighboring node index
Acronyms
EWT entering water temperature
GHE ground heat exchanger
LWT leaving water temperature
SCW standing column well
TRCM thermal resistance and capacity model
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Abstract
Increasingly complex numerical models are nowadays often utilized for studying ground source
heat pump applications. The dierential equation systems representing these models are often
both large and sti and can be hard to solve with conventional implicit methods. In this work,
an adaptive step size segmentation Haar wavelet method is developed for solving large sti
ODE systems representing ground heat exchanger models in order to compute the ground
temperature distribution over time. Three models are studied in this work : the cylinder-
source model, a standing column well model and a vertical closed{loop borehole model. The
proposed method is compared with a commercial sti ODE solver. Results indicate that, for a
similar accuracy, the proposed method is 3 to 17 times faster than state-of-the-art commercial
solvers.
6.1 Introduction
In recent years, numerical methods have been successfully used to emulate ground-coupled
heat pump systems wherein a heat carrier uid circulating through a ground heat exchanger
(GHE) transfers heat with the surrounding ground (Eslami-nejad et Bernier, 2011; Carote-
nuto et al., 2012; Rees et He, 2013; Yang et al., 2013). Among these methods, the thermal
resistance and capacity model (TRCM) approach (Bauer et al., 2011a; Zarrella et al., 2013;
Pasquier et Marcotte, 2012; Nguyen et al., 2015c; Zarrella et Pasquier, 2015), which gene-
rates large systems of ordinary dierential equations (ODEs), has proven to be ecient while
accounting for both heat transport in the GHE and the ground. Since the temperature eld
can change at signicantly dierent rates over the domain, the resulting system is often sti.
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Solving sti ODE systems can be numerically challenging. Indeed, selection of the integration
step size is critical since large steps can lose some fast changing properties of the solution
while small steps greatly increase the computation time. A large array of numerical explicit
and implicit methods is available for solving sti problems (Cash, 2003). Although impli-
cit methods usually perform signicantly better than explicit methods for sti systems, the
computational cost remains signicant and restricts dicult calculation problems such as
nancial optimization (Alavy et al., 2013; Retkowski et Thoming, 2014; Robert et Gosselin,
2014), simulation (Nagano et al., 2006; Lee et Lam, 2008; Pasquier et Marcotte, 2013) of
ground-coupled heat pump systems, or stochastic interpretation of thermal response tests
(Pasquier, 2015). Hence, alternative methods for dealing with large dynamic sti systems
would be very useful.
Wavelet-based methods have received increasing interest from researchers in the last few years
(Hariharan et Kannan, 2013). Among the wavelet families dened by analytical expressions,
the Haar wavelet, which is best known for its use in signal analysis and image processing
(Stollnitz et al., 1995), was prominent for its use in solving dierential equations. As a result
of the pioneering works of Chen et Hsiao (1997), who rst derived a Haar operational matrix
of integration, the Haar wavelet method paved its way in analysis of dynamic systems. The
eciency and robustness of the Haar wavelet method has since been demonstrated for solving
a variety of initial value problems (Hsiao et Wang, 1999; Lepik, 2005, 2009), boundary va-
lue problems (Siraj-ul-Islam et al., 2010) and partial dierential equations (Wang et al., 2014).
The main advantages of the approach over state-of-the-art explicit and implicit solvers are its
simplicity, sparse matrix representation and possibility of implementation of fast and ecient
algorithms (Hariharan et Kannan, 2013; Lepik et Hein, 2014). Despite these advantages, the
Haar wavelet method has not yet been used, to the authors' knowledge, to solve large ODE
systems resulting from engineering applications. One of the reasons is that the conventional
form of the Haar wavelet method treats the whole simulation period in a single step (much like
a Fourier transform to which it is related). For large ODE systems requiring a high temporal
discretization, this can generate a massive linear system that can't be solved with necessary
accuracy and eciency. To circumvent this problem, Lepik (2005) proposed the segmentation
method which consists of partitioning the integration interval into small segments of equal
length. For dynamic sti problems however, constant time steps are seldom suitable.
This paper presents an adaptive segmentation Haar wavelet method for solving large linear
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rst-order sti systems representing ground heat exchangers modeled through the TRCM
approach. It is shown, through three numerical experiments, that the proposed algorithm
leads to computation times up to 17 times faster than commercially available solvers.
6.2 Haar wavelet method
The Haar wavelet method consists of expressing each ODE by a Haar wavelet decomposition,
and embedding the wavelets into a system of linear equations whose unknowns are the wavelet
coecients. The wavelet coecients then allow a direct derivation of the ODEs solution,
thereby greatly simplifying the solution procedure. In the following section, the conventional
Haar wavelet method is rst presented. Then, the algorithm proposed to modify the segment
length is presented with sucient details to allow the interested reader to implement the
method.
6.2.1 Haar matrix
The orthonormal set of Haar wavelets hi(t) is a group of square waves with magnitude of  l
in some intervals and zero elsewhere (Chen et Hsiao, 1997; Hsiao et Wang, 2001; Hsiao, 2004;
Lepik, 2009). The i-th Haar wavelet for t 2 [0; 1] is dened as :
hi(t) =
8><>:












where m = 2j is the level of the wavelet, j = 0; 1; :::; J is the dilatation parameter and
k = 0; 1; :::;m  1 is the translation parameter. For a given level of resolution J , the wavelet




1 t 2 [0; 1)
0 elsewhere
(6.2)
Thus, Fig. 6.1 illustrates the rst four Haar wavelets h1(t) to h4(t) generated with Eqs 6.1
and 6.2 for t 2 [0; 1].










Figure 6.1 Illustration of the rst four Haar wavelets h1(t) to h4(t) for t 2 [0; 1].
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Since all the Haar wavelets are orthogonal to each other, they form a very good transform
basis. Therefore, any function f(t) that is square integrable in the interval t 2 [0; 1] can be





where ci are the Haar coecients. To obtain a smooth function f(t), Eq. 6.4 requires an
innite number of wavelets. However, if the whole interval is divided into 2M = 2  2J
subintervals of equal length t = 1=2M and if the function is approximated as a piecewise




cihi(t) = cH (6.5)
where c is a row vector containing the Haar coecients of each wavelet.
To illustrate the approach, let Eq. 6.6 be the un-normalized Haar matrix of order 4 obtained
for a resolution level J = 1 :
H4 =
266664
1 1 1 1
1 1  1  1
1  1 0 0
0 0 1  1
377775 (6.6)
and let c = [1 4 2 2] be the wavelet coecients of a function dened over [0; 1]. Equation
6.5 then allows computation of the piecewise constant function at each collocation point
t = 1=8; 3=8; 5=8; 7=8 as illustrated in Fig 6.2a.
6.2.2 Haar integration matrix
When solving dierential equations, integration is often required to obtain a solution to the
problem. Consequently, it is convenient to work with the integral of a Haar wavelet. Based




Figure 6.2 a) Piecewise constant function computed with Haar coecients c = [1 4 2 2] and













































cipi(t) = cP (6.9)






1 3 5 7
1 3 3 1
1 1 0 0
0 0 1 1
377775 (6.10)
Then, integration of f(t) over [0; 1] is accomplished by multiplying the wavelet coecient
vector c with the integration matrix P , as illustrated in Fig. 6.2b.
So far, the simulation period was the normalized interval t 2 [0; 1]. To integrate the ODE
system over t 2 [0; s], it can be easily shown (Lepik, 2008) that matrix P has to be scaled
simply by multiplying P by the integration period s, which is achieved simply by sP . Note
that matrix H is only a function of the resolution level J and does not have to be scaled.
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6.2.3 Construction of Haar system
Now, consider a rst-order ODE system of the following form :8>>>><>>>>:
y01 = a11y1 + a12y2 +   + a1nyn + cst1
y02 = a21y1 + a22y2 +   + a2nyn + cst2
...
y0n = an1y1 + an2y2 +   + annyn + cstn
(6.11)
where aij and csti are the system's coecients and constants, respectively. The solution of
the problem (yi) and its derivative (y
0
i) can be expanded into a Haar series and expressed
as a function of H, P and c for each of the n equations. Using the Haar wavelet method,
solutions are sought in the form (Lepik, 2009) :
y01 = c1H; y1 = c1P + y01E
y02 = c2H; y2 = c2P + y02E
...
...
y0n = cnH; yn = cnP + y0nE
(6.12)
where ci is a row vector containing the 2M wavelet coecients corresponding to the function
y0i, y0i is the initial solution at t = 0 of variable yi and E is a row vector of ones of length
2M . Substituting Eq. 6.12 into Eq. 6.11 generates a system of linear equations of the form
Ax = b where A is a block matrix of size 2Mn  2Mn formed by a linear combination of
matrices H and P and coecients aij, x is a column vector of length 2Mn containing the
Haar coecients ci of the n functions yi, and b is a column vector of the same size containing
the function's derivatives y0i evaluated at t = 0, that is y
0
i(0).
To exemplify the structure of the system, consider a tridiagonal ODE system with n = 3
where a13 = a31 = 0 and let J = 1 so that 2M = 4. The resulting linear system of size 1212


















where the superscript T stands for the transpose operator. The content of matrix A is illus-
trated in Fig. 6.3).
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Figure 6.3 Scheme of the structure of matrix A with J=1 for a tridiagonal system with 3
equations.
Solving Eq. 6.13 provides the Haar coecients ci. The latter are then used with Eq. 6.12 to
obtain the solution and its derivative at every collocation point in one single step.
6.2.4 Adaptive step size
The size of matrix A is proportional to both the number of equations n and time steps 2M .
Although matrix A is sparse, inverting or decomposing A becomes rapidly impractical or
inecient with just a few hundreds of time steps and equations. The segmentation method
(Lepik, 2005) alleviates the solution procedure by dividing the whole integration interval into
segments of the same length and by using the solution obtained at the end of a segment as
the initial solution of the next segment. Since the time step is constant from a segment to
another, matrix A is built and inverted (or decomposed) only once, which leads to an ecient
solution procedure. The approach can, however, be unsuitable in case of dynamic systems.
Instead of computing the solution of a given ODE system directly using the conventional
Haar method or the segmentation method, an adaptive step size algorithm has been develo-
ped. The general idea behind the algorithm consists of obtaining a solution (y(t) and y0(t))
at every collocation point of a segment of length s by the Haar wavelet method. Then, the
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solution is used to obtain at the last collocation point two additional independent estima-
tions of the solution. If we assume that the two algorithms do not provide exactly the same
result, the step size can be adapted in order to reduce the error observed between these two
independent estimations.
The use of linear multistep methods is well suited given the distance between the collocation
points within a segment is constant. The approach is also convenient since y and y0 are easily
computed by Eqs 6.5 and 6.9 at almost no computation cost. Thus, the linear multistep
explicit Adams{Bashforth method is used to obtain y, an estimate of the solution at the last
collocation point of a segment. A second estimation, y^, is provided by the implicit Adams{
Moulton method. Using i = 1 to denote the index of the rst point of a segment leads, for
J = 0, to
yi+1 = yi + hy
0
i









and for J = 1 to




y0i+2   43y0i+1 + 512y0i








y0i+2   524y0i+1 + 124y0i
 (6.15)
The length of the segment is then adapted using the well-known adaptive step size algorithm
of Stoer et Bulirsch (2002). This leads to :
snew = 0:9  sold1=(p+1) (6.16)
where sold is the length of the current segment, snew is the proposed length of the next segment










where  is the absolute tolerance,  is the maximum absolute local truncation error,  is the
relative tolerance and  is the maximum relative local truncation error. The local truncation
error  and  are given by :
 = max jy   y^j (6.18)
 = max
 y   y^max (y; )
 (6.19)
where  is a small numerical value, y is an approximation of order p and y^ an approximation
of order p+1.
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For clarity, Fig. 6.4 illustrates an example of the adaptive algorithm with sold and snew for a
case with J=1.
Figure 6.4 Illustration of the adaptive segment lengths sold and snew for a case with J=1.
The approach described previously consists of using two dierent integration algorithms.
Although it would have been possible to compare the solution provided by the Haar wavelet
method at the last collocation point with y or y^ to estimate  and , tests indicate that
the proposed approach is more stable and robust. Additionally, the Adams-Bashforth and
Adams-Moulton methods share a common number of stages and don't require computation
of the Nordsieck vector or use of the Newton method, which leads to a signicant gain in
terms of computation time.
6.2.5 General algorithm
The algorithm developed in this work has been implemented in a compact Matlab (The
MathWorks Inc., 2011) program. To improve the performance, the program uses Kronecker
products to construct Matrix H and A and relies on a Cuthill-McKee permutation (Cuthill et
McKee, 1969) and LU decomposition to solve the linear system Ac = b eciently. However,
assembling and decomposing matrix A at each iteration can be time consuming. To avoid
excessive recalculation of matrix A, the latter is recomputed only if the new time step snew
is deemed too long, or if the new step was used successfully N times. In this work, a value
of N = 10 to 20 has been found to be robust while ensuring a rapid convergence. The main
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steps of the algorithm can be summarized by Algorithm 1.




while ti < tf do
Compute matrix P according to sold;
Compute matrix A and its LU decomposition;
k = 1;
while k < N do
Compute vector b with y0;
Solve Ac = b to obtain the coecients vector c;
Compute y and y0 at ti; ti+1; ::: ;
Compute y, y^,  and snew;
if If  > 1 then
save [ti; ti+1; :::] and y([ti; ti+1; :::]);
k = k + 1;
i = i+ 2J ;
y0=y(ti);
else





Algorithm 1: Schematic algorithm of the adaptive segmentation Haar wavelet method
developed in this work.
6.3 TRCM approach
In a general way, a GHE and its surrounding ground can be represented by a nodal network
of interconnected thermal resistances (RT ) and thermal capacities (C). For example, Fig. 6.5
shows three dierent GHE while Figs. 6.6-6.8 show their corresponding nodal network.
Using the heat conservation principle, the temperature (T ) variation over time and space is









8 j = 1:::n (6.20)
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Figure 6.5 Schematic representation of the GHEs studied in this work. From left to right :
ICS, SCW and U-loop.
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where j is the node index, nj is the number of neighboring nodes to node j, k is the index
of the neighboring node and n is the total number of nodes in the network. The approach is
not to be disregarded for its simplicity as it can reproduce complex heat transfer solutions
involving advection and diusion with an accuracy comparable to the accuracy obtained by
nite element methods.
Ultimately, one must rst determine the numerical values of R and C for each specic model,
which are easily obtained. Note that the coecients aij of the ODE system are accordingly
dened by the set of thermal resistances and capacities. Since the number of neighboring
nodes is physically restricted to only a few in typical discretization schemes, the resulting
system coecient is sparse in most cases.
6.4 Cases studies
The proposed Haar wavelet method is used for solving the three linear TRCMs of GHEs
illustrated in Fig. 6.5. The rst case is a simple tridiagonal system representing an innite
cylindrical source, the second case is a more complex system which represents a 2D-axial
standing column well, and the third case is a quasi-3D representation of the widely used
vertical closed-loop well. In all cases, a constant heat ux is imposed for reasons of simplicity.
However, note that this method can easily account for time varying heat ux. For these sti
ODE systems, the proposed Haar wavelet method is compared against the commercial sti
ODE solver ode15s from MATLAB, which is a quasi-constant step size implementation of
the numerical dierentiation formulas (NDFs) in terms of backward dierences (Shampine
et Reichelt, 1997). The ode15s solver was chosen because it was the most ecient one out
of all the solvers in the MATLAB ODE suite. The accuracy of the method proposed in this
work is evaluated by a mean absolute dierence (MAD) over all solutions. For all scenarios,
the computations were carried out on a standard desktop computer with a 3.6 GHz Intel
i7-2600K processor.
6.4.1 Innite cylindrical-source model
The heat transfer between the heat carrier uid and the ground in a typical closed-loop
borehole is a three-dimensional transient heat transfer problem, but it is often simplied
into a 1D radial problem for simplicity. When doing so, it is assumed that a constant heat
ux is imposed at the surface of a cylinder of radius rb in a homogeneous domain of innite
extent. The present case also refers to the widely used innite cylindrical-source (ICS) model
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discussed in the classical book of Carslaw et Jaeger (1959) :






2t=r2b   1)J0(rz=rb)Y1(z)  J1(z)Y0(rz=rb)




where J0; J1; Y0 and Y1 are Bessel functions. This rst case study is easily represented by a
TRCM in a 1D axial geometry (Fig. 6.6) and the resulting ODE system is tridiagonal. One
can simply set the radius rs to a very large value to avoid boundary limit eects. Since only
heat diusion is involved, the system is only slightly sti with a minimum eigenvalue of -32.2
but still causes trouble with explicit methods. To ensure a sucient accuracy to the solution,
a total of 2000 nodes are generated to discretize the domain. Considering that the exact
solution to the ICS is known, the objective of this rst case is to demonstrate the accuracy
of the proposed Haar wavelet method.
Figure 6.6 Nodal network for the ICS model.
6.4.2 Standing column well model
The second case study is known as the standing column well (SCW) system recently developed
by Nguyen et al. (2015c). In such a system, groundwater is pumped from the base of the well
at its center before being re-injected at the top in the annular space. In this case, the inlet
and outlet uids are explicitly accounted for, which makes this model much closer to the real
geometry of the SCW. The corresponding nodal network is shown in Fig. 6.7.
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Figure 6.7 Nodal network for the SCW model (from Nguyen et al. (2015c)).
The 2D radial geometry makes this ODE system less sparse because each node has up to
four neighbors. It is also physically more complex then the ICS as it involves both heat
advection and diusion, which makes the system more sti. For the whole simulation duration,
a constant T of 1C is imposed between the inlet and outlet uid. Hence, to demonstrate the
advantage of the proposed Haar wavelet method over the solver ode15s for larger systems,
cases with 2000 and 3000 nodes are conducted. In both cases, the minimum eigenvalue is
-1.4e5.
6.4.3 Vertical closed-loop model
The third case is the vertical closed-loop borehole model represented in a quasi-3D geometry
and developed by Pasquier et Marcotte (2012, 2014). It consists of a borehole lled with a
grout in which a heat carrier uid circulating through a U-loop pipe exchanges heat with the
surrounding ground.
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Figure 6.8 Nodal network for the U-Loop model (from Pasquier (2015)).
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Unlike the ICS model, this model explicitly accounts for the heat carrier uid, the U-loop
and the grout. As shown in Fig. 6.8, the thermal network within the borehole is not radial
but contains also an axial component and is therefore slightly more complex than the SCW
model. Both advection and diusion are considered in this model. Similar to the SCW model,
a constant T of 1C is imposed between the inlet and outlet uid. This system consists of
over 3110 nodes with a minimum eigenvalue of -2.6e7.
6.5 Results and discussion




1 - ICS 2 - SCW 3 - U-loop
rpi - 0.069 0.017 (m)
rpo - 0.076 0.022 (m)
rb .15 0.102 0.0760 (m)
rs 300 100 100 (m)
D - - 0.045 (m)
L - 150 150 (m)
kf - 0.6 0.6 (Wm
 1 C 1)
kp - 0.1 0.4 (Wm
 1 C 1)
kg - - 0.1 (Wm
 1 C 1)
ks 2 2.31 2 (Wm
 1 C 1)
cf - 4.2 4.2 (MJm
 3 C 1)
cp - 1.56 1.9 (MJm
 3 C 1)
cg - - 2.3 (MJm
 3 C 1)
cs 2.5 2.67 2.4 (MJm
 3 C 1)
_V - 2.5e-3 5.4e-4 (m3s 1)
First, Table 6.1 presents the parameters used to generate the resistances and capacities of
each model while Table 6.2 presents a summary of the results regarding the cases studied in
this work. It is worth mentioning that solutions provided by ode15s and the proposed Haar
wavelet method are both computed using similar absolute and relative tolerances for all three
cases.
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Tableau 6.2 Summary of the computation times and error obtained for each scenario.
Scenario n Method Computation time Relative gain MAD
(-) (s) (-) (C)
ode15s 16.1 - -
1 - ICS 2000 HWM (J=0) 4.4 3.7 2.6e-6
HWM (J=1) 5.2 3.1 1.4e-6
ode15s 17.5 - -
2 - SCW 2000 HWM (J=0) 3.1 5.6 7.8e-4
HWM (J=1) 6.2 2.8 2.4e-4
ode15s 53.3 - -
2 - SCW 3000 HWM (J=0) 5.0 10.7 7.7e-4
HWM (J=1) 11.0 4.8 2.4e-4
ode15s 74.3 - -
3 - U-loop 3110 HWM (J=0) 8.7 8.5 4.5e-4
HWM (J=1) 4.3 17.4 2.8e-4
For the rst case, Fig. 6.9a illustrates the temporal evolution of the borehole wall temperature
T (rb) over a 10-year period given by the exact ICS solution and the TRCM solution obtained
by ode15s and the proposed Haar wavelet method with J=0. Notice that both numerical
methods are able to reproduce the ICS solution accurately with an average absolute error of
6.3e-6 and 8.9e-6 C, respectively. The absolute dierence between ode15s and the proposed
method is shown in Fig. 6.9b and corresponds to a MAD of 2.6e-6 C. In this case, the
ode15s code is slightly more accurate than the Haar wavelet method. However, it required
16.1 seconds of computation by comparison to the Haar wavelet method which was 3.7 times
faster with only 4.4 seconds. Using a resolution of J=1, the proposed method provided a
more accurate solution than ode15s with an average absolute error of 4.3e-6 C. As expected,
the computation time was slightly increased to 5.2 seconds, which is still 3.1 times faster
then ode15s. A MAD of 1.4e-6 C was observed between the two methods in this case. These





Figure 6.9 Temporal evolution of the a) borehole wall temperature and b) absolute dierence
between the proposed Haar wavelet method with J=0 and ode15s for the ICS model.
For the SCW model with n=2000, the temporal evolution of the inlet and outlet uid tem-
perature (i.e Tin and Tout) obtained by ode15s and the Haar wavelet method with J=0 is
shown in Fig. 6.10a. Both solutions are again very similar in terms of absolute dierences as
illustrated in Fig. 6.10b with a MAD of about 7.8e-4 C. For computation times, the Haar
wavelet method is 5.6 times faster with 3.1 seconds versus 17.5 seconds for ode15s. This
increase in computation time is directly related to advection of the uid, which makes the
system stier. With a resolution of J=1, the accuracy is improved with a MAD of 2.4e-4 C





Figure 6.10 Temporal evolution of the a) inlet and outlet uid temperature and b) absolute
dierence between the proposed Haar wavelet method with J=0 and ode15s for the SCW
model (n=2000).
When the SCW model is discretized into a ner mesh (i.e n = 3000), ode15s becomes consi-
derably slower and requires up to 53.3 seconds to compute the solution. On the other hand,
the Haar wavelet method remains notably fast with a relative gain of 10.7 for J=0. With
J=1, the computation time increases to 11.0 seconds, which is still 4.8 times faster. This case
study shows that the proposed Haar wavelet method remains surprisingly fast when dealing
with increasingly large sti ODE system.
For the U-loop model, Fig 6.11a) presents the temporal evolution of Tin and Tout obtained
by ode15s and the Haar wavelet method with J=0 while Fig. 6.11b presents the absolute
dierences with respect to Tin and Tout. In this case, a MAD of 4.5e-4
C is observed. The
proposed Haar wavelet method is 8.5 times faster with 8.7 seconds versus 74.3 seconds for
ode15s due to the system's stiness. Surprisingly, the Haar wavelet method performs even
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better for J=1 with a computation time of only 4.3 seconds and a relative gain of 17.4 times.
The accuracy is again increased with a MAD of 2.8e-4 C. This highlights the benet of the
Haar wavelet method for large highly sti systems.
a)
b)
Figure 6.11 Temporal evolution of the a) inlet and outlet uid temperature and b) absolute
dierence between the proposed Haar wavelet method with J=0 and ode15s for the U-loop
model.
6.6 Conclusion
The use of increasingly complex models are nowadays often required for studying GHEs.
In this work, a new method using Haar wavelets is developed for solving large linear sti
ODE systems obtained by the TRCM approach. In order to overcome the limitations of the
conventional Haar wavelet method, a segmentation method coupled to an adaptive stepsize
algorithm is proposed. Three case studies were investigated : the ICS model, the SCW model
and the U-loop model. The examples shown in this paper demonstrate that the proposed Haar
wavelet method can successfully compete with the ecient ode15s code from the MATLAB
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ODE suite for solving large sti ODE systems. It was shown that increasing the resolution
of each segment provides a more accurate solution, but does not necessarily increase the
computational burden. Also, it was demonstrated that the proposed method remains surpri-
singly fast even with a signicant increase of the system size and performs even better with
highly sti problems. This trend should be observed for larger and stier problems. Results




C thermal capacity (J C 1)
c Haar coecients (-) or volumetric heat capacity (MJm 3 C 1)
D shank spacing (m)
H Haar matrix (-)
h Haar wavelet (-)
J Bessel function of the rst kind(-)
j dilatation parameter (-)
k translation parameter (-) or thermal conductivity (Wm 1 C 1)
L heat exchanger length (m)
m level of wavelet (-)
n number of equations (-)
P Haar integral matrix (-)
p Haar integral (-) or accuracy order (-)
R thermal resistance (C W 1)
r radius (m)
sold old step size (s)
snew new step size (s)
T temperature (m)
t time (s)
_V ow rate (m3s 1)
Y Bessel function of the second kind (-)
Greek symbols
 rst Haar interval (-)
 second Haar interval (-)
 third Haar interval (-)
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" absolute dierence (C)
 machine precision (-)
 relative tolerance (-)
 absolute tolerance (C)
 maximum relative local truncation error (-)
 error level (-)





i time step index
j node index




GHE ground heat exchanger
ICS innite cylindrical source
ODE ordinary dierential equation
PDE partial dierential equation
SCW standing column well
TRCM thermal resistance and capacity model
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Les travaux de cette these visaient en premier lieu a developper un outil de calcul permettant
de modeliser un systeme dynamique de PCP pour ensuite evaluer l'inuence de l'ecoulement
de l'eau souterraine dicte par la presence d'une zone de fractures. Enn, une methode de
resolution numerique par l'approche des ondelettes de Haar a ete developpee an d'ameliorer
considerablement le temps de calcul. Les contributions originales relatives a ces travaux sont
discutees ci-dessous.
7.1 Modelisation d'un PCP par RCT
Les phenomenes thermohydrauliques dans un PCP operant avec saignee sont des processus
couples et non lineaires. Neanmoins, les echanges de chaleur par advection et diusion au
sein du domaine ont pu e^tre modelises aisement a l'aide d'un reseau de resistances et capa-
cites thermiques. Cette methode est simple a implementer dans le cas du PCP puisque la
geometrie est axiale. Le domaine de calcul est alors discretise en une serie de cylindres creux.
La prochaine etape consiste simplement a attribuer les valeurs numeriques aux resistances
et capacites thermiques a travers le reseau nodal pour un modele specique. Celles-ci sont
facilement calculables par des formules analytiques existantes. Pour assurer une meilleur pre-
cision, il sut de raner la discretisation autour des zones critiques.
Une des contributions originales du modele developpe est la prise en compte du ux hydrau-
lique par superposition temporelle de la solution analytique de Theis. Cette approche permet
de modeliser l'activation de la saignee en changeant les resistances impliquees au cours de
la simulation. Il a donc ete possible de simuler le couplage entre les phenomenes thermiques
et hydrauliques de facon rapide et precise. En plus, en imposant des conditions aux limites
variables dans le temps, il a ete possible de simuler l'operation dynamique d'un systeme com-
portant un contro^le a trois paliers de la saignee et une sequence d'arre^t des PaC.
L'approche par RCT ne doit pas e^tre sous-estimee en raison de sa simplicite. En eet, il a ete
montre dans ce projet de recherche que cette approche permet de reproduire rapidement et
precisement des solutions calculees par la methode des elements nis. En ce sens, le premier
objectif formule a ete atteint.
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L'approche par RCT est donc tres adaptee aux systemes a PCP. Cependant, les changements
brusques peuvent nuire a la convergence des solveurs d'EDO conventionnels, ce qui augmente
considerablement le temps de calcul. En plus, la solution de Theis est limitee aux aquiferes
homogenes, ce qui rend impossible l'integration de l'ecoulement de fracture.
7.2 Eet d'une zone de fracture
Il est evident que la presence de zones fracturees au sein de la matrice rocheuse aectera
le regime d'ecoulement de l'eau souterraine. Puisqu'il est frequent d'en intercepter lors des
travaux de forages, il est pertinent d'etudier l'impact de celles-ci sur le PCP. Pour ce faire, un
modele numerique integrant une zone de fractures a ete developpe a l'aide de l'approche RCT.
Dans le cadre de cette these, la zone de fractures a ete simpliee en une seule couche poreuse
en utilisant une approche de continuum. Cette approche est valide lorsque la densite de frac-
tures est elevee, leurs ouvertures sont constantes, les orientations sont distribuees pluto^t que
constantes, et l'intere^t est principalement sur le debit volumetrique. Bien que cette approche
ne soit pas toujours valide en pratique, l'approche de continuum a ete choisie puisqu'elle est
simple et s'implemente facilement au modele developpe. De plus, la zone de fracture a ete
contrainte d'e^tre horizontale en raison de la geometrie axiale du modele.
De la me^me maniere que pour le champ de temperature, le champ de charge hydraulique en
milieu fracture a ete modelise numeriquement en utilisant le concept de resistance et d'em-
magasinent hydraulique. Ainsi, le couplage entre les phenomenes thermiques et hydrauliques
dans ce modele est eectue entierement de facon numerique, contrairement au modele prece-
dent. Cette approche est donc plus exible et permet facilement la simulation d'un schema
d'ecoulement complexe cause par une zone de fractures. Cependant, les parametres hydro-
geologiques doivent e^tre connus a priori, ce qui est rarement le cas en pratique. Des essais de
terrain additionnels (e.g. essai de pompage) seraient alors necessaires.
Plus important encore, il a ete demontre via des simulations annuelles que la presence d'une
zone de fracture a un impact positif relativement important sur les performances du PCP
operant avec la saignee. Cette conclusion inrme ce qui etait avance par Deng (2004) et
Ramesh et Spitler (2012) a l'aide de modeles trop simplies. En outre, plus cette zone est
permeable, plus son impact est important. Lorsque celle-ci n'est pas utilisee, la zone fracturee
n'a aucun impact, ce qui etait envisageable. Cette derniere conclusion est valide seulement
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dans les cas ou l'ecoulement regional est nul ou negligeable. Le cas contraire n'a pas ete etudie
etant donne la geometrie axiale du modele. Ainsi, le deuxieme objectif formule de la these a
ete atteint.
Bien qu'il ait ete demontre que cette methode de modelisation permet de reproduire precise-
ment des solutions de reference calculees par la methode des elements nis, la validite de ce
modele est specique aux hypotheses posees. Il aurait ete souhaitable de valider experimen-
talement les hypotheses utilisees.
7.3 Resolution par la methode des ondelettes de Haar
La modelisation des systemes a PCP par l'approche RCT diminue grandement le temps de
resolution par comparaison a d'autres approches connues comme, par exemple, la methode
des elements nis. Cependant, le temps necessaire reste considerable etant donne l'aspect
sequentiel des methodes d'integration utilisees par les solveurs implicites. Pour cette raison,
une nouvelle methode d'integration a ete developpee. Celle-ci combine la methode des on-
delettes de Haar et un algorithme a pas de temps variable. La methode resultante est une
approche sequentielle hybride qui permet l'integration rapide des systemes raides d'EDO. La
methode developpee est generale et ne se limite pas aux systemes etudies dans ce projet de
recherche.
La methode de Haar developpee permet d'obtenir une solution beaucoup plus rapidement
que les methodes implicites conventionnelles pour les systemes d'EDO de grande taille. En
eet, la forme creuse des matrices permet cette acceleration remarquable. Il a ete demontre
que les gains sont d'avantage importants avec l'augmentation de la raideur du systeme et
du nombre d'equations. Malgre tout, l'ordre de convergence de la methode de Haar demeure
inconnu et reste a determiner. Suite a ces travaux, le troisieme objectif specique formule a
ete atteint.
Dans ce projet de recherche, la methode de Haar a ete developpee pour resoudre les sys-
temes lineaires uniquement. Cependant, elle peut e^tre adaptee pour resoudre les systemes
non lineaires, tel que le cas des PCP operant avec un contro^le de la saignee. Cependant, cela
augmenterait considerablement le cou^t de calcul puisque la matrice des coecients devrait




L'objectif general de cette these etait de developper un modele numerique rapide et ecace
d'un PCP integrant les phenomenes de diusion-advection de la chaleur et de l'ecoulement
de l'eau souterraine en milieux geologiques fractures. Pour ce faire, une discretisation des
equations d'etats par l'approche RCT a ete utilisee pour generer un systeme d'EDO. Puis,
une methode d'integration par ondelettes de Haar a ete developpee pour accelerer le temps de
calcul. Les principales conclusions et recommandations pour des travaux futurs sont presentes
aux sections suivantes.
8.1 Conclusion
Bien que le transfert de chaleur entre le PCP et le milieu environnant soit gouverne par des
phenomenes d'advection et de diusion, il a ete possible de simuler l'operation dynamique
d'un systeme a PCP de maniere precise. Les conclusions de chacun des travaux realises sont
enumerees ci-dessous :
Les travaux concernant la modelisation par l'approche RCT ont permis de conclure que :
 La representation du phenomene de transfert de chaleur au sein d'un systeme a PCP
par un reseau de resistances et capacites thermiques permet de reproduire, a un cou^t
moindre, des solutions de references obtenues par la methode des elements nis.
 L'usage de l'equation analytique de Theis permet de simuler ecacement l'ecoulement
induite de l'eau souterraine par l'activation de la saignee.
Les travaux concernant l'etude de l'inuence d'une zone de fractures ont permis de conclure
que :
 L'approche RCT peut egalement e^tre utilisee pour modeliser le couplage entre les
phenomenes thermiques et hydrauliques d'un systeme a PCP.
 La presence d'une zone de fractures ameliore les performances thermiques du PCP
uniquement lorsque la saignee est utilisee.
 L'eet de la zone de fractures sur la saignee est proportionnel a sa permeabilite.
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Les travaux concernant la methode des ondelettes de Haar ont permis de conclure que :
 Dans le cas d'un modele lineaire, les systemes d'EDO de grande taille tels que ceux
generes par l'approche RCT peuvent e^tre resolus plus rapidement avec la methode
developpee qu'avec les methodes implicites conventionnelles avec des gains de temps
de calcul de 3 a 17 fois.
 Plus le systeme D'EDO est raide et de grande taille, plus les gains sont importants
avec la methode de Haar.
Finalement, les developpements eectues dans le cadre de ce projet de recherche permettent
de mieux simuler et, par consequent, de dimensionner les systemes a PCP de facon plus
optimale. Ainsi, ces developpements permettront de presenter la technologie des PCP sous
un jour encore plus favorable.
8.2 Recommandations
Sur la base des conclusions presentees, les principales recommandations de cette etude sont
les suivantes :
 Les modeles numeriques developpes dans le cadre de ce projet de recherche sont ba-
ses sur des hypotheses scientiques realistes et justiables. Cependant, des travaux
additionnels de validation experimentale sont recommandes an de conrmer la legiti-
mite de l'approche proposee, notamment pour la modelisation de la zone de fractures
comme une couche poreuse equivalente ainsi que l'ecoulement dans le puits me^me.
 La methode de Haar developpee dans le cadre de ce projet de recherche permet de
simuler les systemes a PCP dans un cadre restreint. En eet, la methode dans son
etat actuel permet de resoudre les systemes lineaires uniquement. La methode ne
permet donc pas de simuler les systemes ayant un contro^le de la saignee. Des travaux
additionnels pour surmonter cette limitation sont recommandes.
 Dans le cadre de ce projet de recherche, le modele developpe n'a pas ete utilise pour
des etudes comparatives avec d'autres types de systemes geothermiques. Ainsi, il serait
recommande d'eectuer des travaux additionnels pour mieux evaluer les PCP par
rapport aux echangeurs verticaux a boucles fermees.
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